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The project was constructed in accordance with the 2018 Sherco Pond 3 Extension Project Technical Specifications, 

dated February 9, 2018 and the Sherburne County (Sherco) Generating Plant, 2018 Ash Construction Projects 

Construction Drawings, dated April 4, 2018.  Both documents were prepared by Carlson McCain.  Deviations from 

the Technical Specifications are noted on the enclosed Record Drawings and/or described in this report. 

Carlson McCain provided on-site construction quality assurance (CQA) management from May 14, 2018 through 

August 8, 2018.  Information associated with activities completed after August 8, 2018 were provided by the general 

contractor and/or Xcel personnel.  Activities completed without on-site CQA included class 5 installation, topsoil 

installation and turf establishment.  Construction observation consisted of observing and recording activities of the 

general contractor and subcontractors, answering questions and interpreting information contained in the drawings 

and specifications, and assisting testing and quality control activities. 

The following companies provided services to complete the project: 

Company     Activity or Products 

Xcel Energy     Owner/Project Management 

Carlson McCain, Inc. (Carlson McCain) Design/Construction Management – CQA 

Veit & Company Inc. (Veit)   General Contractor & Earthwork Installation  

Bogart, Pederson and Associates, Inc. Survey Verification (Subcontractor to Veit) 

Neaton Brothers, Inc.    Turf Establishment (Subcontractor to Veit) 

Soil Engineering Testing   Laboratory Soil Testing (Subcontractor to Veit) 

Thul Specialty Contracting   Manhole Studliner Welding and Testing (Sub to Veit) 

Independent Testing Technologies, Inc. Soil Testing (Subcontractor to Veit) 

 

SECTION 3.0 – CONSTRUCTION ACTIVITIES 

The following sections provide the general description of materials, construction methods, and quality control 

measures used to complete the project.  For additional project details and information see the referenced Technical 

Specification Documents. 
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The primary construction activities consisted of stripping the existing road material (class 5), topsoil, and subgrade 

material to the top of the existing clay barrier, then installing 6-feet of clay (8-feet wide), subgrade material (common 

fill), class 5 road material, topsoil, and establishing turf.  The dewatering system cleanouts located along the east side 

of Pond 3 were extended.  The two dewatering manholes located on the north side of Pond 3 were also extended. 

3.1 Surveying 
Bogart, Pederson and Associates, Inc., was retained by the general contractor to provide surveying services for the 

project.  The primary activities included completing survey activities associated with verifying the proper material 

thicknesses and elevations of the clay barrier, common fill, class 5, and topsoil, and providing an as-built survey 

drawing.  Survey grid point locations were furnished or approved by Carlson McCain prior to initiating surveying 

activities.  The survey activities were completed using 50 foot grid point locations for the clay barrier and 100 foot 

grid point locations for common fill, class 5, and topsoil. 

The survey verification data and as-built survey drawing are included in Appendix C. 

3.2 Topsoil, Class 5, and Common Fill Stripping 
The existing topsoil, class 5, and common fill within the construction area was stripped by a dozer utilizing GPS and/or 

excavator utilizing GPS.  Topsoil was placed along the outer edges of the construction area adjacent to the area it was 

removed.  The class 5 road material was excavated and stockpiled in the lay down area near the Pond 3 construction 

trailer.  Common fill overlying the existing clay barrier was excavated, placed and compacted as fill for the interior 

embankment.  All stripped material was re-used as part of the construction project. 

3.3 Bottom Ash 
Approximately 88,250 cubic yards of bottom ash was removed from the Bottom Ash Pond in 2018, the majority for 

Pond 3 construction.  Of the 88,250 cubic yards, approximately 54,450 cubic yards (design in-place volume) was used 

the construct the Pond 3 interior dikes (shown on Sheet INT1 of the Record Drawings), and 8,000 cubic yards was 

used to construct the Pond 3 interior embankments (approximate in-place volume).  Bottom ash was excavated from 

the Bottom Ash Pond, hauled to Pond 3 by dump trucks, graded in to 12-inch loose lifts by a dozer utilizing GPS, then 

compacted with a smooth-drum roller.  In general, the moisture content was high enough for proper compaction and 

did not require additional water.  To verify proper compaction of the bottom ash was attained, twenty-one (21) in-place 
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field density tests using a nuclear density meter were completed on the compacted bottom ash.  The density tests were 

completed at a minimum frequency of one test per 3,000 cubic yards, on all material placed above the Pond 3 water 

level. The density tests were compared to the standard proctor results to determine if the field density met the 95 

percent compaction criteria.  All density tests passed the minimum specified compaction of 95 percent.  Figure 3 

depicts the bottom ash testing locations and Table 1 presents the sample/test information such as sample no., date, 

location, elevation, and results.   Appendix E contains the test/sample laboratory reports.  All sample analyses (proctor) 

and in-place density testing were performed by Independent Testing Technologies Inc.   

An elevation verification survey was completed on the interior embankment to ensure the fill met the minimum 

elevation tolerance of +0.0/-0.1 foot.  The results of the survey are included in Appendix C.  Results of the survey 

indicate that the elevation tolerance was met at all bottom ash grid point locations 

3.4 Clay Barrier 
Approximately 9,540 cubic yards of clay (in-place volume) was used to complete the clay barrier vertical expansion 

project.  The in-place volume was determined by multiplying the clay barrier square footage by the expansion height 

(6-feet) and converting to cubic yards.  The clay came from a pre-qualified off-site source (pit) located in Wright 

County, Minnesota and was hauled to the construction area and placed on the clay barrier over a 6-week period 

utilizing ten (10) to twenty (20) belly, and side-dump trucks. 

The placed clay was connected to the existing clay barrier at an elevation of 1004 by scarifying and moistening the 

top six (6) inches of the existing clay barrier prior to placing the first lift of new clay.  Following placement, a dozer 

utilizing GPS spread the clay into 9-inch loose lifts approximately 13-feet wide (for semi travel) along the clay barrier 

alignment.  The loose lifts were then compacted with a vibratory sheepsfoot roller.  Each lift was maintained in a rough 

and moistened condition to promote bonding between lifts and provide uniformity throughout the clay barrier.  Once 

the barrier was approximately 4-feet thick (vertically), the GPS excavator shaped the exterior of the clay barrier by 

pulling up the extra clay along the outside 1.5 horizontal to 1 vertical slope and placing it on the top in six (6) inch lifts 

to a final height elevation of 1010 and width of 8-feet.  A vibratory sheepsfoot roller followed behind to compact each 

clay lift pulled up by the excavator.  The top of the clay barrier was compacted with a smooth-drum roller to provide 

a smooth finish surface.  
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3.4.1 Clay Material Testing 

3.4.1.1 Pre-Qualification Testing 

To ensure the source area clay met the required project specifications, four (4) source area samples were collected 

from the proposed clay source pit.  Each sample was collected by excavating down with an excavator approximately 

10 feet and collecting multiple grab samples at various elevations and combining them into one (1) composite sample 

for analyses.  Composite sample S-1 was collected from a test pit excavated at the estimated southwest end of the clay 

source area, but north of a topographic depressions.  Composite sample S-2 was collected from a test pit excavated in 

the northwest portion of the clay source area, approximately 50 feet north of S-1.  Composite sample S-3 was collected 

from a test pit excavated in the southeast portion of the clay source area, approximately 50 feet east of S-1, and 

composite sample S-4 was collected from a test pit excavated at the estimated northeast end of the source area, 

approximately 50 feet east of S-2.  The samples were analyzed for permeability, USCS classification, percent passing 

#200 sieve, and Atterberg limits.  The permeability samples were tested at 96 percent standard proctor density and at 

or above optimum moisture.  All samples met the minimum project specifications for all testing criteria.  

Table 2 presents the clay source pre-qualification sample/test information such as sample ID., date, location, project 

requirements, and results and Appendix D contains the test/sample laboratory reports.  The samples were collected by 

Veit personnel under observation of Carlson McCain and were analyzed by Soil Engineering Testing Inc. 

3.4.1.2 In-Place Density & Moisture Testing 

To verify proper soil compaction and moisture content was achieved, in-place density and moisture tests using a 

nuclear density meter were completed on the placed clay at a minimum frequency of one test per 200 cubic yards.  

The project specifications called for 95 percent of standard proctor density, however, clay from this borrow source has 

been used in the past and produced much lower permeabilities with a 97 percent compaction.  The density tests were 

compared to the standard proctor results to determine if the field density met the design compaction criteria of 97 

percent compaction at 0 – 5 percent above optimum moisture content.  There were four (4) proctor samples analyzed 

from the clay source material collected from the pre-qualification clay testing and fifty-three (53) in-place field density 

tests were collected from the clay placed on the barrier.  In general, there were four (4) tests performed on each 6-inch 

lift of compacted clay.  Three (3) retests were needed to achieve passing results at all test locations.  All in-place tests 

passed the density and moisture requirements of the project. 
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Table 3 presents the in-place density and moisture sample/test information such as sample no., date, location, elevation, 

project requirements and results, Figure 1 shows the location of the density and moisture tests, and Appendix D 

contains the test/sample laboratory reports.  All in-place density testing was performed by Independent Testing 

Technologies, Inc. (ITT). 

3.4.1.3 In-Place Permeability 

To verify the placed clay met the in-place permeability requirements, a total of four (4) thin-wall tube samples were 

collected and analyzed.  The samples were collected by pushing a standard thin-wall tube (18 inches long x 3 inches 

diameter) into the compacted clay material and removing the thin-wall tube using on-site machinery.  The clay samples 

were extracted from the thin wall at the laboratory and analyzed for permeability.  All samples met the minimum 

project specifications with the exception of TW-3.  As a result, three additional thin-wall samples in conjunction with 

in-place density tests were collected surrounding TW-3 to verify the extent of the failing clay permeability.  TW-3A 

and TW-3B were collected approximately 30 feet north and south of TW-3, respectively.  The clay within the length 

between TW-3A and TW-3B was reworked and re-compacted, and subsequent in-place field density tests taken near 

TW-3A and TW-3B indicated passing compaction and moisture results.  Results of TW-3A showed passing criteria, 

however the thin-wall sample collected at TW-3B failed.  As such, an additional thin wall sample, TW-3BB was 

collected approximately 13 feet south of TW-3B.  The placed clay between TW-3B and TW-3BB was subsequently 

reworked and re-compacted, and three in-place density tests collected on the reworked clay indicated passing results.  

TW-3BB, subsequently, achieved passing results.  Table 4 presents the in-place permeability sample/test information 

such as sample ID., date, location, project requirements, and results and Appendix D contains the test/sample 

laboratory reports.  The samples were collected by Carlson McCain, Inc. and were analyzed by Soil Engineering 

Testing Inc.   

3.4.2 Verification Survey 

The top of the existing clay barrier was exposed and surveyed to establish subgrade elevations.  Once the clay barrier 

was installed, it was surveyed again to ensure the clay barrier met the project specifications for elevation (1010) and 

minimum width (8-feet).  Results of the survey indicate that the clay barrier was constructed in accordance with the 

required project specifications.   

The results of the survey and as-built survey drawing are included in Appendix C. 
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3.5 Common Fill 
The road subgrade was re-constructed using the salvaged fill material and an additional source of common fill 

following installation of the clay barrier.  The additional common fill came from the common fill borrow area located 

east of Pond 3S and was hauled to the construction area with off-road trucks.  The additional required volume of 

common fill was estimated at 29,715 cubic yards.  The additional volume was calculated by determining the total 

volume of common fill required for the project and subtracting the volume of the initially stripped material.  The 

location of the borrow area is referenced on the Record Drawings included in Appendix A.   

The common was graded into 12-inch loose lifts by a dozer utilizing GPS and compacted with a smooth-drum 

vibratory roller prior to placement of additional fill material.  Water was added as needed to keep the material moist, 

assisting compaction efforts. 

To verify proper soil compaction of the common fill was attained, field density tests using a nuclear density meter 

were completed on the compacted common fill material.  In total, sixteen (16) in-place field density tests were 

collected from the common fill placed.  One (1) retest was needed to achieve passing results at all test locations.  The 

density tests were completed at a minimum frequency of one test per 3,000 cubic yards.  The density tests were 

compared to the standard proctor results to determine if the field density met the 95 percent compaction criteria.  After 

retesting, all density tests passed the minimum specified compaction of 95 percent.  Figure 4 shows the location of the 

common fill in-place density/moisture test locations, Table 5 presents the sample/test information such as sample no., 

date, location, elevation, and results and Appendix F contains the test/sample laboratory reports.  All sample analyses 

(proctor) and in-place density testing were performed by ITT. 

An elevation verification survey was completed to ensure the common fill met the minimum elevation tolerance of 

+/-0.1 foot.  The results of the survey are included in Appendix C.  Results of the survey indicate that the elevation 

tolerance was met at all common fill grid point locations. 

3.6 Class 5 
Class 5 aggregate was placed as road surface material over compacted common fill subgrade.  Approximately 6,450 

cubic yards (in-place volume) of class 5 was used to construct the roads.  The in-place volume was determined by 

multiplying the estimated square footage of the road surface by the thickness of class 5 (6-inches) and converting to 
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cubic yards.  Class 5 was salvaged from the initial stripping process, some of this material had been salvaged and 

reinstalled several times so an additional 1,516 cubic yards of class 5 was imported and placed along throughout the 

pond area (includes Pond 1, Pond 2, and Pond 3).  

The class 5 was hauled to the construction area with dump trucks, graded into place by a dozer utilizing GPS to a 

depth of approximately 6-inches and compacted with a vibratory smooth-drum roller.  No material and/or density tests 

were collected from the class 5 as they were not required as part of the project specifications. 

A thickness verification survey was completed to ensure the placed class 5 met the minimum tolerance of 6-inches 

+0.0 – 0.1 foot (6.0 – 7.2 inches).  Results of the survey indicate that the class 5 thickness ranged from 6.0 to 7.1 inches 

and the thickness tolerance was met at all class 5 grid point locations.  The results of the survey are included in 

Appendix C.   

3.7 Topsoil 
Topsoil was placed along the road edges, embankments/slope areas, and all disturbed areas following installation of 

the common fill and class 5.  The topsoil came from two sources, material salvaged during the beginning of the project 

and from two topsoil stockpiles.  The amount excavated from the stockpiles was estimated at 650 cubic yards (hauled 

volume).  This estimated volume was determined by multiplying the number of trucks by the estimated haul volume 

of each truck.  The topsoil was hauled from two stockpiles, one located north and one to the east of Pond 3, to the 

project area with dump trucks.  The location of both topsoil stockpiles is referenced on the Record Drawings included 

in Appendix A.   

The topsoil was graded by a dozer utilizing GPS to a depth of approximately 6-inches and/or to the design finished 

grade elevations. 

No topsoil samples were collected nor analyzed for nutrient content or fertilizer recommendations.  The on-site topsoil 

has been used on many projects in the past and is adequate to support vegetation using the specified seed mix. 

A thickness verification survey was completed to ensure the placed topsoil met the minimum tolerance of 6-inches 

+0.0 – 0.1 foot (6.0 – 7.2 inches).  Results of the survey indicate that the topsoil thickness ranged from 6.0 to 7.0 inches 
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and the thickness tolerance was met at all topsoil grid point locations.  The results of the survey are included in 

Appendix C.   

3.8 Turf Establishment 
All topsoil and disturbed areas were seeded, fertilized and covered with erosion control blanket as shown on Drawing 

P5 of the Record Drawings included in Appendix A.  Neaton Brothers, Inc. completed the turf establishment activities.  

The disturbed areas were dragged with a steel mechanical drag, seeded, and fertilized all at the same time by using a 

3-pt pendulum spreader attached to a tractor.  The erosion control blankets were placed by a skid loader with a draw 

bar that unrolled the 16-foot wide blankets as the machine moved forward.  The blankets were stapled in-place as they 

were being installed. 

A copy of the seed mix tag, fertilizer tag, and erosion control blanket specification sheet used on the project are included 

in Appendix G. 

3.9 Dewatering System Cleanout Extensions 
As part of the vertical expansion project the existing cleanout pipes located along the east side of Pond 3 were extended 

and raised to provide future access.  Each cleanout was extended approximately 10-feet using an 8-inch SDR 17 solid 

wall polyethylene pipe, and fused to the existing 8-inch SDR 17 cleanout pipe with an electrofusion coupling.  The 

existing corrugated metal protective casings were salvaged and reinstalled on the extended cleanouts.  Additional 

details associated with the cleanout extensions are illustrated on the Record Drawings included in Appendix A. 

3.10 Dewatering Manhole Extensions 
As part of the vertical expansion project the two existing dewatering manholes in the northwest and northeast corner 

of Pond 3 were raised.  The northwest manhole was raised from an elevation of 1005.4 to an elevation of  1010.07 

(top of barrel/bottom of slab) .  The northeast manhole was raised from an elevation of 1004.1 to an elevation of 1010.8 

(top of barrel/bottom of slab).  The barrel sections were constructed above the Pond 3 maximum water elevation 

(1010) so the top slabs will not become pressurized and leak.  The new manhole sections were constructed with an 

80-mil high density polyethylene liner (HDPE) stud liner cast into the interior wall.  A cap strip of 80-mil HDPE liner 

was welded on the interior of the manhole sections to connect the existing 80-mil liners of the existing barrel sections 

to the new sections.  Following fusion of the cap strip, all HDPE welds were spark tested.  No leaks were found.  Each 
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manhole contains one (1) 8” HDPE cleanout riser.  These cleanouts were extended to be within one foot of the manhole 

top slap.  Electrofusion couplers were used to connect the new pipe sections to the existing.  The manhole details are 

illustrated on the Record Drawings in Appendix A. 

SECTION 4.0 - CONCLUSION 

Construction of the Pond 3 2018 Vertical Expansion Project has been completed in accordance with the goals and 

objectives of the construction activities presented within the referenced Technical Specification Documents and in 

compliance with the requirements contained in NPDES Permit No. 0002186.   

SECTION 5.0 - REFERENCES 

2018 Sherco Ash Construction Project Technical Specification, prepared by Carlson McCain dated February 9, 2018 
 
2018 Ash Construction Project Drawings, prepared by Carlson McCain dated April 4, 2018 
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TABLE 1 

SAMPLE/TEST INFORMATION – BOTTOM ASH 
POND 3 2018 VERTICAL EXPANSION PROJECT  

 

ITT 
SAMPLE 

NO. 

MATERIAL 
SAMPLE 

NO. 

SAMPLE 
COLL. DATE 

SAMPLE COLLECTION TEST LOCATION NUCLEAR 
IN-PLACE 

DRY 
DENSITY 

(PCF) 

NUCLEAR 
IN-PLACE 

MOISTURE 
(%) 

SOIL 
PROCTOR 

ID 

PROCTOR 
MAX DRY 
DENSITY 

(PCF) 

PROCTOR 
OPTIMUM 
MOISTURE 

(%) 

REL. 
COMP. 

(%) 

TEST 
RESULT 

(PASS/FAIL) 

# OF 
PASSING 

TESTS NORTHING EASTING GROUND 
ELEVATION 

P-1 BAP-1 5/23/2018 Sample collected from Bottom Ash Pond --- --- --- 88.3 22.4 --- --- --- 

P-2 BAP-2 5/23/2018 Sample collected from Bottom Ash Pond --- --- --- 83.7 26.6 --- --- --- 

P-4 BAP-3 6/5/2018 Sample collected from Bottom Ash Pond --- --- --- 87.4 25.9 --- --- --- 

1 BA-1 5/22/2018 862480.8 2031575.8 1005.8 P-1 22.4 88.3 87.3 8.3 99.0 PASS 1 

2 BA-2 5/22/2018 863305.8 2031958.6 1005.0 P-1 22.4 88.3 88.0 8.3 100.0 PASS 2 

3 BA-3 5/22/2018 863787.4 2031465.7 999.2 P-1 22.4 88.3 88.5 8.3 100.0 PASS 3 

5 BA-4 6/4/2018 863780.5 2031210.3 1003.9 P-4 25.9 87.4 106.0 5.5 121.0 PASS 4 

5A BA-4A 6/6/2018 Retest of 5 P-4 25.9 87.4 104.7 9.8 120.0 PASS 5 

6 BA-5 6/4/2018 863772.6 2031270.7 1001.1 P-4 25.9 87.4 103.4 7.5 118.0 PASS 6 

7 BA-6 6/4/2018 863778.2 2031431.7 1002.0 P-1 22.4 88.3 89.2 21.4 101.0 PASS 7 

8 BA-7 6/4/2018 863785.2 2031503.1 1003.1 P-1 22.4 88.3 87.3 13.8 99.0 PASS 8 

9 BA-8 6/4/2018 862975.7 2031409.4 1004.8 P-1 22.4 88.3 90.1 14.4 102.0 PASS 9 

10 BA-9 6/4/2018 862998.5 2031443.8 1002.3 P-1 22.4 88.3 91.0 15.4 103.0 PASS 10 

14 BA-10 6/6/2018 863798.3 2031549.8 1002.9 P-1 22.4 88.3 99.0 14.0 112.0 PASS 11 

15 BA-11 6/6/2018 863003.3 2031583.8 1002.9 P-1 22.4 88.3 90.5 17.6 102.0 PASS 12 

16 BA-12 6/6/2018 862965.7 2031630.0 1002.3 P-1 22.4 88.3 93.2 15.8 106.0 PASS 13 

26 BA-13 6/11/2018 862987.9 2031543.7 1004.3 P-1 22.4 88.3 101.4 7.0 115.0 PASS 14 

27 BA-14 6/11/2018 863002.3 2031701.9 1004.3 P-1 22.4 88.3 99.2 10.5 112.0 PASS 15 

28 BA-15 6/11/2018 863789.0 2031673.0 1007.0 P-2 12.9 83.7 80.9 8.8 97.0 PASS 16 

31 BA-16 6/20/2018 863002.6 2031909.1 1005.9 P-4 25.9 87.4 84.6 11.4 97.0 PASS 17 

32 BA-17 6/20/2018 863003.1 2031648.1 1006.2 P-4 25.9 87.4 87.8 5.4 100.0 PASS 18 

33 BA-18 6/20/2018 863758.1 2031454.6 1008.3 P-4 25.9 87.4 86.8 6.0 99.0 PASS 19 

35 BA-19 6/21/2018 862979.0 2031906.3 1009.9 P-1 22.4 88.3 89.4 11.4 101.0 PASS 20 

49 BA-20 6/26/2018 862948.0 2031696.0 1008.4 P-1 22.4 88.3 85.1 11.6 96.0 PASS 21 

57 BA-21 6/29/2018 862975.0 2031451.0 1010.1 P-1 22.4 88.3 96.8 7.8 110.0 PASS 22 

 
     Notes: 

1. BAP refers to Bottom Ash Proctor Sample obtained from Bottom Ash Pond 
2. BA refers to in-place nuclear density test on placed bottom ash material 
3. Required samples 1/3000 cu. yds. : Project est. @ 44000 cu. yds. = minimum 15 tests 
4. Minimum specified bottom ash relative compaction = 95.0% 
5. GPS coordinates obtained from GPS rover provided by Xcel 
6. In-place density & moisture tests obtained from Troxler 3440 Density Gauge at a probe depth of 12 inches 
7. See lab reports in Appendix E for additional information 
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TABLE 2 
SAMPLE/TEST INFORMATION – CLAY (SOURCE AREA PRE-QUALIFICATION) 

POND 3 2018 VERTICAL EXPANSION PROJECT 
 

SAMPLE 
ID 

SAMPLE 
COLL. 
DATE 

 LAB PERMEABILITY @ 97% 
PROCTOR DRY DENSITY 

W/MOISTURE CONTENT @ 0-5% WET 
OF OPTIMUM  

(MAX 1x10-7 CM/SEC) 
USCS CLASSIFICATION 

(SC/CL/CH) 
% PASSING #200 
SIEVE (MIN 50%) 

ATTERBERG LIMITS 

TEST RESULT 
(PASS/FAIL) 

LIQUID LIMIT      
(25% OR 

GREATER) 

PLASTICITY 
INDEX (12% OR 

GREATER) 
S-1 

(Source) 05/14/2018  3.5 x 10-8 cm/sec  CL 56.1 36 19 Pass 

S-2 
(Source)  05/16/2018 9.5 x 10-8 cm/sec CL 52.5 34 18 Pass 

S-3 
(Source)  05/16/2018 5.2 x 10-8 cm/sec  CL 55.9 37 21 Pass 

S-4 
(Source) 05/16/2018  1.2 x 10-8 cm/sec CH 78 57 38 Pass 

 
Notes: 

  
1. Required samples 1/5000 cu. yds. : Project est. @ 9540 cu. yds. = 2 sample minimum 
2. S-1 tested at 96.8% compaction 
3. S-3 tested at 96.4% compaction 
4. S-4 tested at 96.1% compaction 
5. See lab reports in Appendix D for additional information  
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TABLE 3 
SAMPLE/TEST INFORMATION – CLAY (IN-PLACE DENSITY AND MOISTURE) 

POND 3 2018 VERTICAL EXPANSION PROJECT 
 

 

ITT 
SAMPLE 

NO. 

MATERIAL 
SAMPLE NO. 

SAMPLE 
COLLECTION 

DATE 

SAMPLE COLLECTION TEST LOCATION NUCLEAR 
IN-PLACE 

DRY 
DENSITY 

(PCF) 

NUCLEAR 
IN-PLACE 

MOISTURE 
(%) 

SOIL 
PROCTOR ID 

PROCTOR 
MAX DRY 
DENSITY 

(PCF) 

PROCTOR 
OPTIMUM 
MOISTURE 

(%) 

RELATIVE 
COMPACTION 

(%) 

TEST 
RESULT 

(PASS/FAIL) 

# OF 
PASSING 

TESTS 
COMMENTS 

NORTHING EASTING GROUND 
ELEVATION 

P-4 S-1 5/14/2018 --- --- --- --- --- --- 109.0 17.1 --- --- --- Clay Source Prequalification Proctor (tested by SET) 

P-5 S-2 5/16/2018 --- --- --- --- --- --- 110.2 16.5 --- --- --- Clay Source Prequalification Proctor (tested by SET) 

P-6 S-3 5/16/2018 --- --- --- --- --- --- 107.6 18.0 --- --- --- Clay Source Prequalification Proctor (tested by SET) 

P-7 S-4 5/16/2018 --- --- --- --- --- --- 97.0 24.0 --- --- --- Clay Source Prequalification Proctor (tested by SET) 

11 CL-1 6/5/2018 862404.6 2030678.7 1005.7 109.6 16.1 P-6 110.2 16.5 99.5 Fail 1 
 

11A CL-1A 6/11/2018 RETEST OF 11 1005.7 109.8 17.9 P-5 109.0 17.1 100.7 Pass 1 Retest of sample no. 11 

12 CL-2 6/5/2018 862411.7 2030868.9 1004.3 109.4 16.5 P-6 110.2 16.5 99.3 Pass 2   

13 CL-3 6/5/2018 862422.8 2031069.2 1004.2 109.8 16.9 P-6 110.2 16.5 99.6 Pass 3   

17 CL-4 6/6/2018 862438.7 2031214.4 1006.5 104.0 19.3 P-7 107.6 18.0 96.7 Pass 4   

18 CL-5 6/6/2018 862441.9 2031321.4 1005.0 106.2 17.6 P-5 109.0 17.1 97.4 Pass 5   

19 CL-6 6/7/2018 862428.4 2031035.8 1008.6 105.8 17.6 P-5 109.0 17.1 97.1 Pass 6   

20 CL-7 6/7/2018 862422.7 2030828.2 1009.9 104.6 18.2 P-7 107.6 18.0 97.2 Pass 7   

21 CL-8 6/7/2018 862443.6 2031306.5 1006.9 105.2 20.0 P-7 107.6 18.0 97.8 Pass 8   

22 CL-9 6/7/2018 862447.8 2031450.4 1005.3 107.6 19.3 P-7 107.6 18.0 100.0 Pass 9   

23 CL-10 6/8/2018 862459.0 2031740.2 1005.3 105.9 17.7 P-5 109.0 17.1 97.2 Pass 10   

24 CL-11 6/11/2018 862458.7 2031604.3 1009.4 105.8 18.2 P-7 107.6 18.0 98.3 Pass 11   

25 CL-12 6/11/2018 862464.0 2031717.0 1007.8 107.3 18.9 P-7 107.6 18.0 99.7 Pass 12   

36 CL-13 6/21/2018 862870.6 2031984.3 1005.1 104.8 20.3 P-7 107.6 18.0 97.4 Pass 13   

37 CL-14 6/21/2018 863372.0 2031979.7 1004.9 108.5 17.9 P-5 109.0 17.1 99.5 Pass 14   

38 CL-15 6/22/2018 863215.0 2031983.0 1006.1 109.6 17.6 P-5 109.0 17.1 100.6 Pass 15   

39 CL-16 6/22/2018 863255.0 2031983.0 1006.9 108.2 19.9 P-7 101.6 18.0 106.5 Pass 16   

40 CL-17 6/22/2018 863019.0 2031980.0 1007.9 106.6 19.8 P-7 101.6 18.0 104.9 Pass 17   

41 CL-18 6/22/2018 862884.0 2031977.0 1008.9 106.4 18.9 P-7 101.6 18.0 104.7 Pass 18   

42 CL-19 6/22/2018 862658.0 2031976.0 1010.0 110.8 16.5 P-6 110.2 16.5 100.5 Pass 19   

43 CL-20 6/22/2018 863621.0 2031981.0 1007.4 111.5 16.5 P-6 110.2 16.5 101.2 Pass 20   

44 CL-21 6/22/2018 863704.0 2031981.0 1006.9 108.4 17.8 P-5 109.0 17.1 99.4 Pass 21   

46 CL-22 6/26/2018 863756.0 2031976.0 1009.2 92.6 26.3 P-7 107.6 18.0 86.1 Fail 21   

46A CL-22A 6/26/2018 RETEST OF 46 1009.2 103.9 17.9 P-7 107.6 18.0 96.6 Pass 22 Retest of sample no. 46 

47 CL-23 6/26/2018 863664.0 2031973.0 1010.1 106.8 19.3 P-7 107.6 18.0 99.3 Pass 23   

48 CL-24 6/26/2018 863444.0 2031974.0 1010.3 110.0 18.1 P-5 109.0 17.1 100.9 Pass 24   

50 CL-25 6/26/2018 864000.8 2031979.4 1007.6 107.9 17.5 P-6 110.2 16.5 97.9 Pass 25   

51 CL-26 6/26/2018 863898.4 2031981.3 1006.5 108.5 17.3 P-6 110.2 16.5 98.5 Pass 26   
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                                                                                                                                                                      TABLE 3 CONT. 
                                                                                                     SAMPLE/TEST INFORMATION – CLAY (IN-PLACE DENSITY AND MOISTURE) 
                                                                                                                                  POND 3 2018 VERTICAL EXPANSION PROJECT 

 

ITT 
SAMPLE 

NO. 

MATERIAL 
SAMPLE NO. 

SAMPLE 
COLLECTION 

DATE 

SAMPLE COLLECTION TEST LOCATION NUCLEAR 
IN-PLACE 

DRY 
DENSITY 

(PCF)

NUCLEAR 
IN-PLACE 

MOISTURE 
(%) 

SOIL 
PROCTOR ID 

PROCTOR 
MAX DRY 
DENSITY 

(PCF) 

PROCTOR 
OPTIMUM 
MOISTURE 

(%) 

RELATIVE 
COMPACTION 

(%) 

TEST 
RESULT 

(PASS/FAIL) 

# OF 
PASSING 

TESTS 
COMMENTS 

NORTHING EASTING GROUND 
ELEVATION 

52 CL-27 6/26/2018 864196.6 2031983.1 1006.8 108.5 16.9 P-6 110.2 16.5 98.5 Pass 27   

53 CL-28 6/26/2018 864292.6 2031983.0 1005.2 109.5 17.8 P-6 110.2 16.5 99.4 Pass 28   

54 CL-29 6/29/2018 864457.0 2031983.6 1006.1 112.0 16.3 P-6 110.2 16.5 101.6 Fail 29   

54A CL-29A 7/2/2018 RETEST of 54 1006.1 104.6 19.9 P-7 107.6 18.0 97.2 Pass 30 Retest of sample no. 54 

55 CL-30 6/29/2018 864705.5 2031982.6 1006.0 111.5 15.1 P-6 110.2 16.5 101.2 Fail 31   

55A CL-30A 7/2/2018 RETEST of 55 1006.0 111.5 16.5 P-6 110.2 16.5 101.2 Pass 32 Retest of sample no. 55 

56 CL-31 6/29/2018 864817.0 2031981.0 1005.8 112.1 15.4 P-6 110.2 16.5 101.7 Fail 33   

56A CL-31A 7/2/2018 RETEST of 56 1005.8 109.3 16.7 P-6 110.2 16.5 99.2 Pass 34 Retest of sample no. 56 

61 CL-32 7/9/2018 864325.0 2031979.0 1008.6 106.6 17.9 P-5 109.0 17.1 97.8 Pass 35   

62 CL-33 7/9/2018 864310.0 2031979.0 1008.8 105.6 18.8 P-7 107.6 18.0 98.1 Pass 36   

63 CL-34 7/12/2018 864536.0 2031972.0 1010.2 103.9 17.4 P-3 109.0 17.1 95.3 Fail 36   

63A CL-34A 7/16/2018 RETEST OF 63   104.8 19.8 P-7 107.6 18.0 97.4 Pass 37 Retest of sample no. 63 

66 CL-35 7/16/2018 865322.0 2031913.0 1006.4 109.7 18.7 P-5 109.0 17.1 100.6 Pass 38   

67 CL-36 7/16/2018 865351.0 2031809.0 1005.5 106.8 18.0 P-7 107.6 18.0 99.3 Pass 39   

68 CL-37 7/16/2018 865354.0 2031452.0 1005.2 106.0 19.0 P-7 107.6 18.0 98.5 Pass 40   

69 CL-38 7/16/2018 864259.0 2031973.0 1008.5 105.7 18.5 P-7 107.6 18.0 98.2 Pass 41   

70 CL-39 7/16/2018 864272.0 2031977.0 1008.5 110.7 17.0 P-6 110.2 16.5 100.5 Pass 42   

71 CL-40 7/16/2018 864275.0 2031975.0 1009.2 105.2 19.1 P-7 107.6 18.0 97.8 Pass 43   

72 CL-41 7/16/2018 864581.0 2031876.0 1009.1 108.4 17.0 P-6 110.2 16.5 98.4 Pass 44   

73 CL-42 7/16/2018 864762.0 2031977.0 1009.4 105.2 18.2 P-7 107.6 18.0 97.8 Pass 45   

74 CL-43 7/17/2018 865224.0 2031974.0 1009.3 108.1 17.4 P-5 109.0 17.1 99.2 Pass 46   

75 CL-44 7/17/2018 865344.0 2031704.0 1007.0 110.0 17.6 P-5 109.0 17.1 100.9 Pass 47   

76 CL-45 7/17/2018 865347.0 2031231.0 1006.2 111.5 16.6 P-6 110.2 16.5 101.2 Pass 48   

77 CL-46 7/17/2018 865344.0 2031615.0 1008.2 108.8 19.2 P-5 109.0 17.1 99.8 Pass 49   

78 CL-47 7/18/2018 865251.0 2031974.0 1010.1 106.6 18.2 P-7 107.6 18.0 99.1 Pass 50   

79 CL-48 7/18/2018 865344.0 2031685.0 1007.0 106.8 18.6 P-7 107.6 18.0 99.3 Pass 51   

80 CL-49 7/18/2018 865346.0 2031594.0 1007.9 108.0 17.3 P-5 109.0 17.1 99.1 Pass 52   

81 CL-50 7/23/2018 865346.0 2030753.0 1009.1 106.1 17.9 P-5 109.0 17.1 97.3 Pass 53   

82 CL-51 7/23/2018 865334.0 2030681.0 1010.1 106.4 18.1 P-5 109.0 17.1 97.6 Pass 54   

83 CL-52 7/23/2018 865346.0 2031729.0 1010.1 105.3 18.6 P-7 107.6 18.0 97.9 Pass 55   

84 CL-53 7/23/2018 865342.0 2031335.0 1009.1 108.3 17.0 P-5 109.0 17.1 99.4 Pass 56   
 

  Notes: 

1. Required samples 1/200 cu. yds. : Project est. @ 9540 cu. yds. = minimum 47 tests 
2. Clay compacted to 97% to ensure in-place permeability of 1 x 10-7 cm/sec was met 
3. GPS coordinates obtained from GPS rover provided by Xcel 
4. In-place density tests obtained from Troxler 3440 Density Gauge at a probe depth of 6 inches 
5. See lab reports in Appendix D for additional information 
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TABLE 4 

SAMPLE/TEST INFORMATION – CLAY (IN-PLACE PERMEABILITY TESTING) 
POND 3 2018 VERTICAL EXPANSION PROJECT  

 

SAMPLE 
ID 

SAMPLE 
COLLECTION 

DATE 

SAMPLE COLLECTION/TEST LOCATION MIN. IN-PLACE PERMEABILITY @ 97% PROCTOR DRY 
DENSITY W/MOISTURE CONTENT @ 0-5% WET OF 

OPTIMUM (MAX 1x10-7 CM/SEC) 

USCS 
CLASSIFICATION 

(SC/CL/CH) 

TEST 
RESULT 

(PASS/FAIL) NORTHING EASTING GROUND 
ELEVATION 

TW-1 6/11/2018    1.0 x 10-8 cm/sec CL Pass 

TW-2 6/21/2018 862972 2031985 1005.1 1.0 x 10-8 cm/sec CL Pass 

TW-3 6/29/2018 864319 2031976 1008.4 6.5 x 10-7 cm/sec CL Fail 

TW-3A 7/10/2018 864373 203197.8 1008.7 9.3 x 10-9 cm/sec CL Pass 

TW-3B 7/10/2018 864273 2031978 1008.5 1.2 x 10-6 cm/sec CL/SC Fail 

TW-3BB 07/16/2018 864259 2031975 1008.6 3.3 x 10-8 cm/sec CL Pass 

TW-4 07/17/2018 865344 2031707 1007.0 1.6 x 10-8 cm/sec CL Pass 

 
Notes: 
 
1. TW-3A, TW-3B, and TW-3BB are retests of TW-3. 
2. GPS coordinates obtained from GPS rover provided by Xcel 
3. Test locations shown on Figure 1 
4. See lab reports in Appendix D for additional information
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TABLE 5 
SAMPLE/TEST INFORMATION – COMMON FILL 
POND 3 2018 VERTICAL EXPANSION PROJECT 

 

ITT 
SAMPLE 

NO. 

MATERIAL 
SAMPLE NO.  

SAMPLE COLL. 
DATE 

SAMPLE COLLECTION TEST LOCATION NUCLEAR 
IN-PLACE 

DRY 
DENSITY 

(PCF) 

NUCLEAR 
IN-PLACE 

MOISTURE 
(%) 

SOIL 
PROCTOR 

ID 

PROCTOR 
MAX DRY 
DENSITY 

(PCF) 

PROCTOR 
OPTIMUM 
MOISTURE 

(%) 

REL. 
COMP. 

(%) 

TEST 
RESULT 

(PASS/FAIL) 

# OF 
PASSING 

TESTS NORTHING EASTING GROUND 
ELEV. 

P-3 CFP-1 5/25/2018 Sample collected from Borrow Source --- --- --- 113.8 12.9 --- --- --- 

P-9 CFP-2 7/6/2018 Sample collected from Borrow Source --- --- --- 113.2 13.2 --- --- --- 

4 CF-1 5/24/2018 862437.6 2030810.9 1009.7 P-3 12.9 113.8 117.3 8.3 103.0 PASS 1 

29 CF-2 6/13/2018 863421.7 2031964.5 1009.4 P-3 12.9 113.8 108.4 2.7 95.0 PASS 2 

30 CF-3 6/13/2018 863003.6 2031968.9 1008.9 P-3 12.9 113.8 108.3 5.9 95.0 PASS 3 

34 CF-4 6/20/2018 865120.7 2031977.3 1005.5 P-3 12.9 113.8 111.2 4.9 98.0 PASS 4 

45 CF-5 6/26/2018 865340.0 2031790.0 1006.2 P-3 12.9 113.8 115.2 3.3 101.0 PASS 5 

58 CF-6 7/5/2018 862419.0 2030720.0 1011.4 P-3 12.9 113.8 109.4 2.7 96.0 PASS 6 

59 CF-7 7/5/2018 862454.9 2031381.9 1010.5 P-9 13.2 113.2 104.0 5.6 92.0 FAIL 6 

59A CF-7A 7/9/2018 RETEST OF 59 P-9 13.2 113.2 108.8 3.7 96.0 PASS 7 

60 CF-8 7/9/2018 86533.0 2031533.0 1008.0 P-3 12.9 113.8 115.2 3.4 101.0 PASS 8 

64 CF-9 7/12/2018 863513.0 2032005.0 1006.2 P-9 13.2 113.9 115.5 5.8 101.0 PASS 9 

65 CF-10 7/12/2018 862910.0 2031993.0 1007.8 P-9 13.2 113.9 115.7 6.1 102.0 PASS 10 

85 CF-11 7/26/2018 864317.0 2032017.0 1009.6 P-9 13.2 113.2 108.3 6.1 96.0 PASS 11 

86 CF-12 7/26/2018 864399.0 2031993.0 1010.0 P-9 13.2 113.2 115.9 1.9 102.0 PASS 12 

87 CF-13 7/26/2018 865344.0 2031907.0 1008.5 P-9 13.2 113.2 115.1 2.4 102.0 PASS 13 

88 CF-14 7/26/2018 865088.0 2031989.0 1011.0 P-9 13.2 113.2 115.6 2.0 102.0 PASS 14 

89 CF-15 7/26/2018 865364.0 2030953.0 1007.6 P-9 13.2 113.2 107.6 3.6 95.0 PASS 15 

90 CF-16 7/26/2018 862991.0 2031993.0 1010.9 P-9 13.2 113.2 115.5 4.3 102.0 PASS 16 
       
      Notes: 
 

1. CFP refers to Common Fill Proctor Sample obtained from Borrow Source 
2. CF refers to in-place nuclear density test on placed common fill material 
3. Required samples 1/3000 cu. yds. : Project est. @ 29715 cu. yds. = minimum 10 tests 
4. Minimum specified common fill relative compaction = 95.0% 
5. GPS coordinates obtained from GPS rover provided by Xcel 
6. In-place density & moisture tests obtained from Troxler 3440 Density Gauge at a probe depth of 12 inches 
7. See lab reports in Appendix F for additional information 
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Appendix B - Construction Photographs



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 
Photo 1 End dump placing bottom ash on Pond 3S south interior dike, dozer 

spreading the material, looking west. 6/17/18 
 

 
Photo 2 Excavating and loading bottom ash from the Bottom Ash Pond, looking west. 
6/21/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 3 Bottom Ash Pond following excavation, looking northwest. 
7/1/18 

 

 
Photo 4 East embankment following clay subgrade preparation (prior to clay 

scarification), looking north. 6/20/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 5 Excavator shaping clay subgrade on south embankment, looking west. 
5/23/18 

 

 
Photo 6 D6 Dozer spreading clay on east embankment, looking north. 
6/28/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 7 Tractor using chisel plow to scarify clay, east embankment, looking north. 
6/28/18 

 

 
Photo 8 D6 dozer grading clay, sheepsfoot roller compacting lift, south embankment, 

looking northeast. 6/4/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 9 Clay liner being reworked due to failed in-place permeability test, east 

embankment, looking north. 7/16/18 
 

 
Photo 10 Clay thin-wall sample collection. 
6/28/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 11 Watering clay, east embankment, looking south. 
6/21/18 

 

Photo 12 Clay moisture density testing. 
6/5/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 

 
Photo 13 Positioning manhole cover on top of new extension, northeast manhole, 

looking north. 7/25/18 

                   
Photo 14 Placed manhole extension with bolted reinforcement and cement mortar 

around joint, northwest manhole, looking north. 7/26/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 
Photo 15 Fusing white cast-in-place 80-mil HDPE stud liner geomembrane to yellow 

existing geomembrane in manhole structure. 7/25/18 
 

 
Photo 16 Off road trucks hauling common fill from borrow area, looking southeast. 
7/12/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 
Photo 17 Installation of 30-inch dewatering pipe through clay barrier. 
7/24/18 

 

 
Photo 18 Connecting Pond 3S east embankment cleanout to existing using 

electrofusion coupling. 7/24/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 
Photo 19 Placement of accessory bentonite below water stop collar in clay barrier 

penetration.   7/24/18 
 

 
Photo 20 Smooth drum roller compacting common fill, south embankment, looking 

west. 7/4/18 



Pond 3 2018 Vertical Expansion 
Construction Photographs 

 
Photo 21 Erosion control blanket installed and class 5 finished grade, north 

embankment, looking east. 10/22/18 
 



Appendix C - Survey Verification Data 
 

Clay Survey Verification Data 
Finished Grade Survey Verification Data 

Survey Verification Drawings 



Clay Survey Verification Data 





 2018 Pond 3 Construction
Clay Verification Tabulation

1 862419.50 2030614.27 1010 SG1FIN1 862419.53 2030614.30 1010.82
2 862411.48 2030613.93 1010 FIN2 862411.44 2030613.90 1010.61

3 862421.41 2030663.06 1010 SG1FIN1 862421.46 2030663.03 1010.08
4 862415.53 2030663.29 1006.08 SG2 862415.55 2030663.24 1006.02
5 862407.45 2030663.61 1006 SG3 862407.40 2030663.59 1006.32
6 862413.42 2030663.37 1010 FIN2 862413.37 2030663.34 1010.04

7 862422.45 2030689.59 1010 SG1FIN1 862422.50 2030689.58 1010.08
8 862413.43 2030689.21 1004 SG2 862413.47 2030689.25 1003.90
9 862405.41 2030688.87 1004 SG3 862405.39 2030688.83 1004.44
10 862414.43 2030689.25 1010 FIN2 862414.38 2030689.23 1010.02

11 862423.42 2030714.19 1010 SG1FIN1 862423.45 2030714.18 1010.10
12 862414.42 2030714.55 1004 SG2 862414.46 2030714.50 1004.36
13 862406.43 2030714.86 1004 SG3 862406.32 2030714.79 1004.16
14 862415.42 2030714.51 1010 FIN2 862415.38 2030714.51 1010.09

15 862425.38 2030764.15 1010 SG1FIN1 862425.42 2030764.14 1010.08
16 862416.38 2030764.51 1004 SG2 862416.41 2030764.48 1003.99
17 862408.39 2030764.82 1004 SG3 862408.34 2030764.83 1004.11
18 862417.38 2030764.47 1010 FIN2 862417.33 2030764.49 1010.10

19 862427.33 2030814.12 1010 SG1FIN1 862427.37 2030814.10 1010.10
20 862418.34 2030814.47 1004 SG2 862418.38 2030814.47 1004.07
21 862410.35 2030814.78 1004 SG3 862410.29 2030814.77 1004.13
22 862419.34 2030814.43 1010 FIN2 862419.31 2030814.44 1010.05

23 862429.29 2030864.08 1010 SG1FIN1 862429.33 2030864.05 1010.06
24 862420.30 2030864.43 1004 SG2 862420.35 2030864.42 1003.96
25 862412.31 2030864.74 1004 SG3 862412.26 2030864.70 1004.09
26 862421.30 2030864.39 1010 FIN2 862421.25 2030864.40 1010.09

27 862431.25 2030914.04 1010 SG1FIN1 862431.29 2030914.01 1010.09
28 862422.26 2030914.39 1004 SG2 862422.30 2030914.36 1003.95
29 862414.27 2030914.71 1004 SG3 862414.25 2030914.70 1004.11
30 862423.26 2030914.35 1010 FIN2 862423.22 2030914.36 1010.08

31 862432.14 2030936.58 1010 SG1FIN1 862432.18 2030936.60 1010.09
32 862423.15 2030936.98 1004 SG2 862423.20 2030936.99 1004.07
33 862415.15 2030937.35 1004 SG3 862415.11 2030937.38 1004.11
34 862424.15 2030936.94 1010 FIN2 862424.09 2030936.95 1010.06

35 862433.56 2030963.99 1010 SG1FIN1 862433.58 2030964.00 1010.02
36 862424.57 2030964.45 1004 SG2 862424.59 2030964.43 1004.02
37 862416.58 2030964.87 1004 SG3 862416.56 2030964.87 1004.19
38 862425.57 2030964.40 1010 FIN2 862425.53 2030964.40 1010.10

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

8.10

4.02 8.09

6.13 8.13

5.74 8.08

8.09

8.07

6.11 8.09

8.07

8.08

8.08

5.97

6.13

6.13

6.00

6.07
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

39 862436.15 2031013.92 1010 SG1FIN1 862436.19 2031013.92 1010.07
40 862427.17 2031014.38 1004 SG2 862427.21 2031014.36 1003.97
41 862419.18 2031014.80 1004 SG3 862419.13 2031014.84 1004.29
42 862428.16 2031014.33 1010 FIN2 862428.13 2031014.35 1010.06

43 862438.75 2031063.85 1010 SG1FIN1 862438.77 2031063.88 1010.09
44 862429.76 2031064.32 1004 SG2 862429.79 2031064.29 1003.96
45 862421.77 2031064.73 1004 SG3 862421.74 2031064.73 1004.12
46 862430.76 2031064.27 1010 FIN2 862430.73 2031064.26 1010.04

47 862441.34 2031113.78 1010 SG1FIN1 862441.39 2031113.78 1010.12
48 862432.35 2031114.25 1004 SG2 862432.38 2031114.24 1003.92
49 862424.36 2031114.66 1004 SG3 862424.33 2031114.65 1004.16
50 862433.35 2031114.20 1010 FIN2 862433.32 2031114.21 1010.05

51 862443.93 2031163.72 1010 SG1FIN1 862443.98 2031163.70 1010.10
52 862434.94 2031164.18 1004 SG2 862434.97 2031164.18 1004.00
53 862426.95 2031164.60 1004 SG3 862426.93 2031164.60 1004.17
54 862435.94 2031164.13 1010 FIN2 862435.91 2031164.13 1010.08

55 862446.52 2031213.65 1010 SG1FIN1 862446.57 2031213.67 1010.09
56 862437.54 2031214.12 1004 SG2 862437.57 2031214.10 1003.92
57 862429.55 2031214.53 1004 SG3 862429.51 2031214.58 1004.12
58 862438.54 2031214.06 1010 FIN2 862438.48 2031214.06 1010.05

59 862449.12 2031263.58 1010 SG1FIN1 862449.17 2031263.55 1010.08
60 862440.13 2031264.05 1004 SG2 862440.18 2031264.09 1003.92
61 862432.14 2031264.46 1004 SG3 862432.09 2031264.43 1004.06
62 862441.13 2031264.00 1010 FIN2 862441.09 2031264.02 1010.05

63 862451.71 2031313.51 1010 SG1FIN1 862451.76 2031313.49 1010.09
64 862442.72 2031313.98 1004 SG2 862442.79 2031313.97 1003.90
65 862434.73 2031314.40 1004 SG3 862434.68 2031314.35 1004.19
66 862443.72 2031313.93 1010 FIN2 862443.69 2031313.95 1010.08

67 862454.30 2031363.45 1010 SG1FIN1 862454.35 2031363.44 1010.10
68 862445.32 2031363.91 1004 SG2 862445.35 2031363.87 1003.95
69 862437.33 2031364.33 1004 SG3 862437.29 2031364.30 1004.19
70 862446.31 2031363.86 1010 FIN2 862446.27 2031363.83 1010.07

71 862456.90 2031413.38 1010 SG1FIN1 862456.93 2031413.37 1010.09
72 862447.91 2031413.85 1004 SG2 862447.95 2031413.87 1003.94
73 862439.92 2031414.26 1004 SG3 862439.86 2031414.25 1004.15
74 862448.91 2031413.79 1010 FIN2 862448.89 2031413.80 1010.06

75 862459.49 2031463.31 1010 SG1FIN1 862459.54 2031463.30 1010.12
76 862450.50 2031463.78 1004 SG2 862450.57 2031463.77 1003.94
77 862442.51 2031464.19 1004 SG3 862442.49 2031464.18 1004.16
78 862451.50 2031463.73 1010 FIN2 862451.48 2031463.70 1010.07
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

79 862462.08 2031513.25 1010 SG1FIN1 862462.10 2031513.21 1010.09
80 862453.09 2031513.71 1004 SG2 862453.11 2031513.73 1003.95
81 862445.10 2031514.13 1004 SG3 862445.07 2031514.09 1004.17
82 862454.09 2031513.66 1010 FIN2 862454.05 2031513.64 1010.07

83 862464.67 2031563.18 1010 SG1FIN1 862464.70 2031563.19 1010.08
84 862455.69 2031563.64 1004 SG2 862455.74 2031563.59 1003.91
85 862447.70 2031564.06 1004 SG3 862447.66 2031564.08 1004.16
86 862456.69 2031563.59 1010 FIN2 862456.64 2031563.56 1010.09

87 862467.27 2031613.11 1010 SG1FIN1 862467.30 2031613.11 1010.10
88 862458.28 2031613.58 1004 SG2 862458.32 2031613.53 1003.97
89 862450.29 2031613.99 1004 SG3 862450.26 2031614.02 1004.02
90 862459.28 2031613.53 1010 FIN2 862459.24 2031613.54 1010.05

91 862469.86 2031663.04 1010 SG1FIN1 862469.91 2031663.06 1010.06
92 862460.87 2031663.51 1004 SG2 862460.89 2031663.50 1003.93
93 862452.88 2031663.92 1004 SG3 862452.84 2031663.94 1004.16
94 862461.87 2031663.46 1010 FIN2 862461.82 2031663.45 1010.02

95 862472.45 2031712.98 1010 SG1FIN1 862472.50 2031712.94 1010.08
96 862463.46 2031713.44 1004 SG2 862463.51 2031713.45 1003.93
97 862455.48 2031713.86 1004 SG3 862455.43 2031713.83 1004.12
98 862464.46 2031713.39 1010 FIN2 862464.41 2031713.40 1010.05

99 862475.05 2031762.91 1010 SG1FIN1 862475.08 2031762.93 1010.05
100 862466.06 2031763.38 1004 SG2 862466.08 2031763.36 1003.97
101 862458.07 2031763.79 1004 SG3 862458.04 2031763.79 1004.09
102 862467.06 2031763.32 1010 FIN2 862467.00 2031763.33 1010.09

103 862477.64 2031812.84 1010 SG1FIN1 862477.67 2031812.83 1010.13
104 862468.65 2031813.31 1004 SG2 862468.69 2031813.29 1003.90
105 862460.66 2031813.72 1004 SG3 862460.64 2031813.72 1004.07
106 862469.65 2031813.26 1010 FIN2 862469.60 2031813.29 1010.03

107 862480.23 2031862.77 1010 SG1FIN1 862480.26 2031862.80 1010.06
108 862471.24 2031863.24 1004 SG2 862471.27 2031863.27 1003.80
109 862463.25 2031863.66 1004 SG3 862463.22 2031863.69 1004.26
110 862472.24 2031863.19 1010 FIN2 862472.20 2031863.19 1010.10

111 862481.88 2031894.60 1010 SG1FIN1 862481.96 2031894.57 1010.10
112 862473.08 2031898.52 1004 SG2 862473.12 2031898.48 1003.85
113 862465.25 2031902.00 1004 SG3 862465.20 2031902.03 1004.28
114 862474.05 2031898.08 1010 FIN2 862474.03 2031898.12 1010.05

115 862512.38 2031925.09 1010 SG1FIN1 862512.41 2031925.07 1010.05
116 862506.01 2031931.46 1004 SG2 862506.05 2031931.43 1004.10
117 862500.36 2031937.11 1004 SG3 862500.31 2031937.14 1004.07
118 862506.72 2031930.75 1010 FIN2 862506.69 2031930.79 1010.07
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

119 862547.73 2031960.45 1010 SG1FIN1 862547.77 2031960.42 1010.06
120 862541.37 2031966.81 1004 SG2 862541.41 2031966.76 1004.00
121 862535.71 2031972.47 1004 SG3 862535.67 2031972.53 1004.13
122 862542.08 2031966.10 1010 FIN2 862542.05 2031966.15 1010.09

123 862558.38 2031971.10 1010 SG1FIN1 862558.43 2031971.06 1010.06
124 862554.66 2031980.10 1004 SG2 862554.71 2031980.04 1003.98
125 862551.34 2031988.10 1004 SG3 862551.26 2031988.15 1005.01
126 862555.07 2031979.10 1010 FIN2 862555.03 2031979.12 1010.09

127 862568.32 2031971.10 1010 SG1FIN1 862568.33 2031971.07 1010.04
128 862568.32 2031980.10 1004 SG2 862568.32 2031980.07 1004.17
129 862568.32 2031988.10 1004 SG3 862568.32 2031988.17 1004.70
130 862568.32 2031979.10 1010 FIN2 862568.31 2031979.12 1010.04

131 862618.32 2031971.10 1010 SG1FIN1 862618.32 2031971.07 1010.08
132 862618.32 2031980.10 1004 SG2 862618.29 2031980.05 1003.98
133 862618.32 2031988.10 1004 SG3 862618.30 2031988.14 1004.15
134 862618.32 2031979.10 1010 FIN2 862618.30 2031979.15 1010.07

135 862668.32 2031971.10 1010 SG1FIN1 862668.33 2031971.07 1010.06
136 862668.32 2031980.10 1004 SG2 862668.33 2031980.05 1003.98
137 862668.32 2031988.10 1004 SG3 862668.32 2031988.17 1004.04
138 862668.32 2031979.10 1010 FIN2 862668.30 2031979.15 1010.02

139 862718.32 2031971.10 1010 SG1FIN1 862718.32 2031971.04 1010.10
140 862718.32 2031980.10 1004 SG2 862718.32 2031980.06 1004.10
141 862718.32 2031988.10 1004 SG3 862718.34 2031988.12 1004.05
142 862718.32 2031979.10 1010 FIN2 862718.34 2031979.14 1010.07

143 862768.32 2031971.10 1010 SG1FIN1 862768.33 2031971.06 1010.10
144 862768.32 2031980.10 1004 SG2 862768.32 2031980.06 1004.03
145 862768.32 2031988.10 1004 SG3 862768.32 2031988.16 1004.05
146 862768.32 2031979.10 1010 FIN2 862768.30 2031979.13 1010.08

147 862818.32 2031971.10 1010 SG1FIN1 862818.34 2031971.08 1010.03
148 862818.32 2031980.10 1004 SG2 862818.30 2031980.05 1004.04
149 862818.32 2031988.10 1004 SG3 862818.37 2031988.18 1004.09
150 862818.32 2031979.10 1010 FIN2 862818.32 2031979.15 1010.09

151 862868.32 2031971.10 1010 SG1FIN1 862868.31 2031971.07 1010.09
152 862868.32 2031980.10 1004 SG2 862868.31 2031980.06 1004.07
153 862868.32 2031988.10 1004 SG3 862868.33 2031988.17 1004.06
154 862868.32 2031979.10 1010 FIN2 862868.28 2031979.13 1010.12

155 862918.32 2031971.10 1010 SG1FIN1 862918.32 2031971.08 1010.10
156 862918.32 2031980.10 1004 SG2 862918.31 2031980.06 1004.12
157 862918.32 2031988.10 1004 SG3 862918.30 2031988.15 1004.08
158 862918.32 2031979.10 1010 FIN2 862918.29 2031979.13 1010.08
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

159 862968.32 2031971.10 1010 SG1FIN1 862968.33 2031971.05 1010.12
160 862968.32 2031980.10 1004 SG2 862968.31 2031980.06 1004.18
161 862968.32 2031988.10 1004 SG3 862968.27 2031988.17 1004.09
162 862968.32 2031979.10 1010 FIN2 862968.31 2031979.14 1010.03

163 863018.32 2031971.10 1010 SG1FIN1 863018.32 2031971.06 1010.12
164 863018.32 2031980.10 1004 SG2 863018.31 2031980.07 1004.11
165 863018.32 2031988.10 1004 SG3 863018.36 2031988.14 1004.13
166 863018.32 2031979.10 1010 FIN2 863018.33 2031979.13 1010.05

167 863068.32 2031971.10 1010 SG1FIN1 863068.35 2031971.09 1010.15
168 863068.32 2031980.10 1004 SG2 863068.32 2031980.06 1004.22
169 863068.32 2031988.10 1004 SG3 863068.31 2031988.15 1004.24
170 863068.32 2031979.10 1010 FIN2 863068.31 2031979.13 1010.07

171 863118.32 2031971.10 1010 SG1FIN1 863118.35 2031971.04 1010.16
172 863118.32 2031980.10 1004 SG2 863118.32 2031980.06 1004.11
173 863118.32 2031988.10 1004 SG3 863118.31 2031988.16 1004.05
174 863118.32 2031979.10 1010 FIN2 863118.35 2031979.11 1010.12

175 863168.32 2031971.10 1010 SG1FIN1 863168.31 2031971.03 1010.18
176 863168.32 2031980.10 1004 SG2 863168.28 2031980.07 1004.18
177 863168.32 2031988.10 1004 SG3 863168.31 2031988.14 1004.03
178 863168.32 2031979.10 1010 FIN2 863168.35 2031979.14 1010.06

179 863218.32 2031971.10 1010 SG1FIN1 863218.33 2031971.06 1010.14
180 863218.32 2031980.10 1004 SG2 863218.30 2031980.07 1004.19
181 863218.32 2031988.10 1004 SG3 863218.32 2031988.12 1004.05
182 863218.32 2031979.10 1010 FIN2 863218.32 2031979.14 1010.06

183 863268.32 2031971.10 1010 SG1FIN1 863268.33 2031971.07 1010.13
184 863268.32 2031980.10 1004 SG2 863268.31 2031980.05 1004.11
185 863268.32 2031988.10 1004 SG3 863268.29 2031988.12 1004.06
186 863268.32 2031979.10 1010 FIN2 863268.31 2031979.14 1010.05

187 863318.32 2031971.10 1010 SG1FIN1 863318.29 2031971.07 1010.15
188 863318.32 2031980.10 1004 SG2 863318.30 2031980.04 1004.12
189 863318.32 2031988.10 1004 SG3 863318.31 2031988.12 1004.06
190 863318.32 2031979.10 1010 FIN2 863318.33 2031979.14 1010.07

191 863368.32 2031971.10 1010 SG1FIN1 863368.31 2031971.06 1010.12
192 863368.32 2031980.10 1004 SG2 863368.29 2031980.07 1004.10
193 863368.32 2031988.10 1004 SG3 863368.35 2031988.14 1004.15
194 863368.32 2031979.10 1010 FIN2 863368.32 2031979.17 1010.07

195 863418.32 2031971.10 1010 SG1FIN1 863418.32 2031971.07 1010.04
196 863418.32 2031980.10 1004 SG2 863418.30 2031980.05 1004.16
197 863418.32 2031988.10 1004 SG3 863418.35 2031988.14 1004.19
198 863418.32 2031979.10 1010 FIN2 863418.30 2031979.15 1010.01
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

199 863468.32 2031971.10 1010 SG1FIN1 863468.27 2031971.07 1010.54
200 863468.32 2031980.10 1004 SG2 863468.31 2031980.05 1004.04
201 863468.32 2031988.10 1004 SG3 863468.42 2031988.13 1004.13
202 863468.32 2031979.10 1010 FIN2 863468.34 2031979.15 1010.15

203 863518.32 2031971.10 1010 SG1FIN1 863518.34 2031971.06 1010.38
204 863518.32 2031980.10 1004 SG2 863518.31 2031980.05 1004.09
205 863518.32 2031988.10 1004 SG3 863518.33 2031988.11 1004.04
206 863518.32 2031979.10 1010 FIN2 863518.37 2031979.12 1010.08

207 863568.32 2031971.10 1010 SG1FIN1 863568.27 2031971.06 1010.35
208 863568.32 2031980.10 1004 SG2 863568.33 2031980.06 1004.10
209 863568.32 2031988.10 1004 SG3 863568.27 2031988.12 1004.16
210 863568.32 2031979.10 1010 FIN2 863568.34 2031979.14 1010.03

211 863618.32 2031971.10 1010 SG1FIN1 863618.31 2031971.06 1010.18
212 863618.32 2031980.10 1004 SG2 863618.29 2031980.06 1004.03
213 863618.32 2031988.10 1004 SG3 863618.31 2031988.15 1004.07
214 863618.32 2031979.10 1010 FIN2 863618.30 2031979.13 1010.08

215 863668.32 2031971.10 1010 SG1FIN1 863668.36 2031971.06 1010.17
216 863668.32 2031980.10 1004 SG2 863668.31 2031980.07 1004.01
217 863668.32 2031988.10 1004 SG3 863668.38 2031988.17 1004.30
218 863668.32 2031979.10 1010 FIN2 863668.32 2031979.14 1010.10

219 863718.32 2031971.10 1010 SG1FIN1 863718.30 2031971.07 1010.57
220 863718.32 2031980.10 1004 SG2 863718.31 2031980.05 1003.84
221 863718.32 2031988.10 1004 SG3 863718.35 2031988.14 1004.41
222 863718.32 2031979.10 1010 FIN2 863718.29 2031979.15 1010.07

223 863768.32 2031971.10 1010 SG1FIN1 863768.31 2031971.06 1010.56
224 863768.32 2031980.10 1004 SG2 863768.30 2031980.08 1004.04
225 863768.32 2031988.10 1004 SG3 863768.33 2031988.14 1004.38
226 863768.32 2031979.10 1010 FIN2 863768.34 2031979.15 1010.15

227 863818.32 2031971.10 1010 SG1FIN1 863818.28 2031971.05 1010.17
228 863818.32 2031980.10 1004 SG2 863818.30 2031980.07 1004.00
229 863818.32 2031988.10 1004 SG3 863818.34 2031988.13 1004.23
230 863818.32 2031979.10 1010 FIN2 863818.28 2031979.15 1010.28

231 863868.32 2031971.10 1010 SG1FIN1 863868.32 2031971.08 1010.32
232 863868.32 2031980.10 1004 SG2 863868.32 2031980.05 1004.02
233 863868.32 2031988.10 1004 SG3 863868.28 2031988.16 1004.20
234 863868.32 2031979.10 1010 FIN2 863868.27 2031979.12 1010.19

235 863918.32 2031971.10 1010 SG1FIN1 863918.29 2031971.08 1010.09
236 863918.32 2031980.10 1004 SG2 863918.31 2031980.07 1003.96
237 863918.32 2031988.10 1004 SG3 863918.28 2031988.11 1004.27
238 863918.32 2031979.10 1010 FIN2 863918.34 2031979.16 1010.17
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

239 863968.32 2031971.10 1010 SG1FIN1 863968.30 2031971.05 1010.32
240 863968.32 2031980.10 1004 SG2 863968.28 2031980.05 1004.14
241 863968.32 2031988.10 1004 SG3 863968.32 2031988.17 1004.36
242 863968.32 2031979.10 1010 FIN2 863968.36 2031979.13 1010.29

243 864018.32 2031971.10 1010 SG1FIN1 864018.29 2031971.05 1010.38
244 864018.32 2031980.10 1004 SG2 864018.32 2031980.04 1004.19
245 864018.32 2031988.10 1004 SG3 864018.29 2031988.17 1004.32
246 864018.32 2031979.10 1010 FIN2 864018.28 2031979.14 1010.17

247 864068.32 2031971.10 1010 SG1FIN1 864068.28 2031971.08 1010.14
248 864068.32 2031980.10 1004 SG2 864068.31 2031980.05 1004.16
249 864068.32 2031988.10 1004 SG3 864068.37 2031988.16 1004.21
250 864068.32 2031979.10 1010 FIN2 864068.26 2031979.13 1010.20

251 864118.32 2031971.10 1010 SG1FIN1 864118.32 2031971.08 1010.14
252 864118.32 2031980.10 1004 SG2 864118.28 2031980.07 1004.08
253 864118.32 2031988.10 1004 SG3 864118.36 2031988.17 1004.28
254 864118.32 2031979.10 1010 FIN2 864118.32 2031979.15 1010.17

255 864168.32 2031971.10 1010 SG1FIN1 864168.31 2031971.05 1010.20
256 864168.32 2031980.10 1004 SG2 864168.31 2031980.06 1004.16
257 864168.32 2031988.10 1004 SG3 864168.29 2031988.16 1004.13
258 864168.32 2031979.10 1010 FIN2 864168.36 2031979.14 1010.19

259 864218.32 2031971.10 1010 SG1FIN1 864218.30 2031971.06 1010.25
260 864218.32 2031980.10 1004 SG2 864218.31 2031980.06 1004.05
261 864218.32 2031988.10 1004 SG3 864218.33 2031988.12 1004.32
262 864218.32 2031979.10 1010 FIN2 864218.31 2031979.14 1010.36

263 864268.32 2031971.10 1010 SG1FIN1 864268.34 2031971.07 1010.15
264 864268.32 2031980.10 1004 SG2 864268.29 2031980.05 1004.06
265 864268.32 2031988.10 1004 SG3 864268.26 2031988.15 1004.23
266 864268.32 2031979.10 1010 FIN2 864268.31 2031979.11 1010.03

267 864318.32 2031971.10 1010 SG1FIN1 864318.35 2031971.08 1010.15
268 864318.32 2031980.10 1004 SG2 864318.33 2031980.06 1003.99
269 864318.32 2031988.10 1004 SG3 864318.34 2031988.14 1004.18
270 864318.32 2031979.10 1010 FIN2 864318.33 2031979.14 1010.18

271 864368.32 2031971.10 1010 SG1FIN1 864368.30 2031971.07 1010.19
272 864368.32 2031980.10 1004 SG2 864368.29 2031980.07 1004.01
273 864368.32 2031988.10 1004 SG3 864368.37 2031988.14 1004.17
274 864368.32 2031979.10 1010 FIN2 864368.30 2031979.15 1010.10

275 864418.32 2031971.10 1010 SG1FIN1 864418.29 2031971.07 1010.19
276 864418.32 2031980.10 1004 SG2 864418.30 2031980.07 1003.94
277 864418.32 2031988.10 1004 SG3 864418.35 2031988.11 1004.07
278 864418.32 2031979.10 1010 FIN2 864418.31 2031979.12 1010.18

8.08

8.05

8.07

8.09

8.08

8.04

8.06

8.07

8.09

8.056.04

6.09

6.03

6.31

5.98

6.15

5.98

6.18

6.09

6.24
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

279 864468.32 2031971.10 1010 SG1FIN1 864468.34 2031971.07 1010.15
280 864468.32 2031980.10 1004 SG2 864468.32 2031980.06 1003.94
281 864468.32 2031988.10 1004 SG3 864468.31 2031988.13 1004.32
282 864468.32 2031979.10 1010 FIN2 864468.31 2031979.14 1010.18

283 864518.32 2031971.10 1010 SG1FIN1 864518.29 2031971.09 1010.19
284 864518.32 2031980.10 1004 SG2 864518.33 2031980.08 1003.96
285 864518.32 2031988.10 1004 SG3 864518.29 2031988.13 1004.20
286 864518.32 2031979.10 1010 FIN2 864518.32 2031979.15 1010.14

287 864568.32 2031971.10 1010 SG1FIN1 864568.32 2031971.07 1010.15
288 864568.32 2031980.10 1004 SG2 864568.31 2031980.05 1003.82
289 864568.32 2031988.10 1004 SG3 864568.30 2031988.12 1004.20
290 864568.32 2031979.10 1010 FIN2 864568.36 2031979.12 1010.14

291 864618.32 2031971.10 1010 SG1FIN1 864618.33 2031971.07 1010.11
292 864618.32 2031980.10 1004 SG2 864618.31 2031980.07 1004.14
293 864618.32 2031988.10 1004 SG3 864618.34 2031988.16 1004.19
294 864618.32 2031979.10 1010 FIN2 864618.37 2031979.12 1010.06

295 864668.32 2031971.10 1010 SG1FIN1 864668.34 2031971.07 1010.04
296 864668.32 2031980.10 1004 SG2 864668.31 2031980.07 1004.10
297 864668.32 2031988.10 1004 SG3 864668.31 2031988.13 1004.23
298 864668.32 2031979.10 1010 FIN2 864668.36 2031979.14 1010.03

299 864718.32 2031971.10 1010 SG1FIN1 864718.30 2031971.06 1010.09
300 864718.32 2031980.10 1004 SG2 864718.35 2031980.06 1004.04
301 864718.32 2031988.10 1004 SG3 864718.31 2031988.14 1004.44
302 864718.32 2031979.10 1010 FIN2 864718.33 2031979.14 1010.14

303 864768.32 2031971.10 1010 SG1FIN1 864768.34 2031971.08 1010.04
304 864768.32 2031980.10 1004 SG2 864768.32 2031980.05 1003.89
305 864768.32 2031988.10 1004 SG3 864768.36 2031988.13 1004.17
306 864768.32 2031979.10 1010 FIN2 864768.29 2031979.14 1010.09

307 864818.32 2031971.10 1010 SG1FIN1 864818.32 2031971.09 1010.20
308 864818.32 2031980.10 1004 SG2 864818.34 2031980.06 1004.02
309 864818.32 2031988.10 1004 SG3 864818.30 2031988.13 1004.07
310 864818.32 2031979.10 1010 FIN2 864818.34 2031979.13 1010.16

311 864868.32 2031971.10 1010 SG1FIN1 864868.31 2031971.08 1010.16
312 864868.32 2031980.10 1004 SG2 864868.31 2031980.07 1003.97
313 864868.32 2031988.10 1004 SG3 864868.29 2031988.12 1004.05
314 864868.32 2031979.10 1010 FIN2 864868.31 2031979.12 1010.15

315 864918.32 2031971.10 1010 SG1FIN1 864918.31 2031971.08 1010.11
316 864918.32 2031980.10 1004 SG2 864918.26 2031980.04 1003.95
317 864918.32 2031988.10 1004 SG3 864918.34 2031988.12 1004.02
318 864918.32 2031979.10 1010 FIN2 864918.33 2031979.13 1010.04

8.06

8.04

8.07

8.06

8.05

8.05

8.05

8.07

8.08

6.32

5.93

5.92

6.10

6.20

6.25

6.18

6.14

6.19

6.10

8.04
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

319 864968.32 2031971.10 1010 SG1FIN1 864968.33 2031971.08 1010.12
320 864968.32 2031980.10 1004 SG2 864968.30 2031980.04 1004.06
321 864968.32 2031988.10 1004 SG3 864968.31 2031988.12 1004.03
322 864968.32 2031979.10 1010 FIN2 864968.34 2031979.13 1010.06

323 865018.32 2031971.10 1010 SG1FIN1 865018.30 2031971.08 1010.12
324 865018.32 2031980.10 1004 SG2 865018.34 2031980.07 1004.00
325 865018.32 2031988.10 1004 SG3 865018.30 2031988.12 1004.03
326 865018.32 2031979.10 1010 FIN2 865018.35 2031979.14 1010.01

327 865068.32 2031971.10 1010 SG1FIN1 865068.35 2031971.08 1010.11
328 865068.32 2031980.10 1004 SG2 865068.28 2031980.07 1004.07
329 865068.32 2031988.10 1004 SG3 865068.34 2031988.12 1004.21
330 865068.32 2031979.10 1010 FIN2 865068.32 2031979.11 1010.16

331 865118.32 2031971.10 1010 SG1FIN1 865118.34 2031971.09 1010.08
332 865118.32 2031980.10 1004 SG2 865118.31 2031980.06 1004.07
333 865118.32 2031988.10 1004 SG3 865118.32 2031988.12 1004.10
334 865118.32 2031979.10 1010 FIN2 865118.31 2031979.13 1010.09

335 865168.32 2031971.10 1010 SG1FIN1 865168.32 2031971.07 1010.11
336 865168.32 2031980.10 1004 SG2 865168.30 2031980.05 1004.00
337 865168.32 2031988.10 1004 SG3 865168.33 2031988.13 1004.10
338 865168.32 2031979.10 1010 FIN2 865168.36 2031979.14 1010.08

339 865218.32 2031971.10 1010 SG1FIN1 865218.34 2031971.05 1010.04
340 865218.32 2031980.10 1004 SG2 865218.33 2031980.05 1004.11
341 865218.32 2031988.10 1004 SG3 865218.31 2031988.12 1004.11
342 865218.32 2031979.10 1010 FIN2 865218.31 2031979.14 1010.07

343 865251.72 2031971.10 1010 SG1FIN1 865251.69 2031971.08 1010.14
344 865255.45 2031980.10 1004 SG2 865255.41 2031980.05 1004.07
345 865258.76 2031988.10 1004 SG3 865258.82 2031988.15 1004.15
346 865255.03 2031979.10 1010 FIN2 865255.08 2031979.13 1010.08

347 865281.14 2031941.68 1010 SG1FIN1 865281.09 2031941.64 1010.19
348 865287.50 2031948.05 1004 SG2 865287.46 2031948.01 1003.91
349 865293.16 2031953.70 1004 SG3 865293.23 2031953.77 1004.19
350 865286.79 2031947.34 1010 FIN2 865286.84 2031947.40 1010.12

351 865316.49 2031906.33 1010 SG1FIN1 865316.45 2031906.30 1010.19
352 865322.85 2031912.69 1004 SG2 865322.83 2031912.66 1004.07
353 865328.51 2031918.35 1004 SG3 865328.55 2031918.39 1004.29
354 865322.15 2031911.98 1010 FIN2 865322.20 2031912.02 1010.19

355 865338.10 2031884.72 1010 SG1FIN1 865338.07 2031884.69 1010.10
356 865347.10 2031888.45 1004 SG2 865347.07 2031888.41 1003.89
357 865355.10 2031891.76 1004 SG3 865355.12 2031891.78 1004.24
358 865346.10 2031888.03 1010 FIN2 865346.14 2031888.05 1010.09

6.08

5.96

6.01

6.22

6.12

6.20

8.11

8.74

8.05

8.06

8.036.09

6.02

6.00

6.01

8.05

8.06

8.09

8.74

8.14
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

359 865338.10 2031865.28 1010 SG1FIN1 865338.06 2031865.25 1010.15
360 865347.10 2031865.28 1004 SG2 865347.07 2031865.32 1004.05
361 865355.10 2031865.28 1004 SG3 865355.12 2031865.31 1004.18
362 865346.10 2031865.28 1010 FIN2 865346.12 2031865.30 1010.20

363 865338.10 2031840.28 1010 SG1FIN1 865338.06 2031840.27 1010.20
364 865347.10 2031840.28 1004 SG2 865347.06 2031840.31 1004.07
365 865355.10 2031840.28 1004 SG3 865355.14 2031840.28 1004.18
366 865346.10 2031840.28 1010 FIN2 865346.15 2031840.30 1010.18

367 865338.10 2031790.28 1010 SG1FIN1 865338.05 2031790.34 1010.20
368 865347.10 2031790.28 1004 SG2 865347.06 2031790.31 1003.98
369 865355.10 2031790.28 1004 SG3 865355.14 2031790.32 1004.29
370 865346.10 2031790.28 1010 FIN2 865346.14 2031790.31 1010.14

371 865338.10 2031740.28 1010 SG1FIN1 865338.08 2031740.32 1010.20
372 865347.10 2031740.28 1004 SG2 865347.08 2031740.32 1004.13
373 865355.10 2031740.28 1004 SG3 865355.14 2031740.30 1004.21
374 865346.10 2031740.28 1010 FIN2 865346.13 2031740.32 1010.03

375 865338.10 2031690.28 1010 SG1FIN1 865338.07 2031690.31 1010.17
376 865347.11 2031690.28 1004 SG2 865347.06 2031690.27 1004.08
377 865355.11 2031690.28 1004 SG3 865355.14 2031690.30 1004.23
378 865346.10 2031690.28 1010 FIN2 865346.12 2031690.31 1010.02

379 865338.10 2031640.28 1010 SG1FIN1 865338.06 2031640.32 1010.14
380 865347.11 2031640.28 1004 SG2 865347.08 2031640.29 1004.14
381 865355.11 2031640.28 1004 SG3 865355.14 2031640.27 1004.16
382 865346.10 2031640.28 1010 FIN2 865346.12 2031640.27 1010.10

383 865338.10 2031590.28 1010 SG1FIN1 865338.08 2031590.31 1010.13
384 865347.11 2031590.28 1004 SG2 865347.09 2031590.31 1004.11
385 865355.11 2031590.28 1004 SG3 865355.13 2031590.30 1004.20
386 865346.10 2031590.28 1010 FIN2 865346.13 2031590.31 1010.15

387 865338.10 2031540.28 1010 SG1FIN1 865338.07 2031540.31 1010.13
388 865347.11 2031540.28 1004 SG2 865347.06 2031540.27 1004.12
389 865355.11 2031540.28 1004 SG3 865355.15 2031540.28 1004.25
390 865346.10 2031540.28 1010 FIN2 865346.13 2031540.28 1010.16

391 865338.10 2031490.28 1010 SG1FIN1 865338.05 2031490.23 1010.20
392 865347.11 2031490.28 1004 SG2 865347.08 2031490.30 1004.11
393 865355.11 2031490.28 1004 SG3 865355.14 2031490.26 1004.09
394 865346.10 2031490.28 1010 FIN2 865346.13 2031490.26 1010.14

395 865338.10 2031440.28 1010 SG1FIN1 865338.08 2031440.26 1010.19
396 865347.11 2031440.28 1004 SG2 865347.07 2031440.31 1004.07
397 865355.11 2031440.28 1004 SG3 865355.15 2031440.28 1004.12
398 865346.10 2031440.28 1010 FIN2 865346.15 2031440.28 1010.17

6.11

6.15

5.90

5.93

5.96

6.04

6.05

6.15

6.03

6.10

8.06

8.06

8.08

8.07

8.05

8.05

8.07

8.06

8.08

8.09
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

399 865338.10 2031390.28 1010 SG1FIN1 865338.04 2031390.29 1010.19
400 865347.11 2031390.28 1004 SG2 865347.09 2031390.27 1004.11
401 865355.11 2031390.28 1004 SG3 865355.15 2031390.23 1004.21
402 865346.10 2031390.28 1010 FIN2 865346.12 2031390.28 1010.07

403 865338.10 2031340.28 1010 SG1FIN1 865338.07 2031340.29 1010.18
404 865347.12 2031340.28 1004 SG2 865347.07 2031340.30 1004.15
405 865355.12 2031340.28 1004 SG3 865355.14 2031340.25 1004.18
406 865346.10 2031340.28 1010 FIN2 865346.15 2031340.30 1010.04

407 865338.10 2031290.28 1010 SG1FIN1 865338.07 2031290.26 1010.18
408 865347.12 2031290.28 1004 SG2 865347.09 2031290.24 1004.05
409 865355.12 2031290.28 1004 SG3 865355.15 2031290.28 1004.26
410 865346.10 2031290.28 1010 FIN2 865346.13 2031290.31 1010.09

411 865338.10 2031240.28 1010 SG1FIN1 865338.08 2031240.30 1010.20
412 865347.12 2031240.28 1004 SG2 865347.08 2031240.31 1003.98
413 865355.12 2031240.28 1004 SG3 865355.14 2031240.30 1004.31
414 865346.10 2031240.28 1010 FIN2 865346.15 2031240.32 1010.10

415 865338.10 2031190.28 1010 SG1FIN1 865338.06 2031190.33 1010.19
416 865347.12 2031190.28 1004 SG2 865347.07 2031190.31 1004.04
417 865355.12 2031190.28 1004 SG3 865355.14 2031190.32 1004.32
418 865346.10 2031190.28 1010 FIN2 865346.15 2031190.32 1010.12

419 865338.10 2031140.28 1010 SG1FIN1 865338.07 2031140.32 1010.18
420 865347.12 2031140.28 1004 SG2 865347.10 2031140.29 1004.16
421 865355.12 2031140.28 1004 SG3 865355.14 2031140.28 1004.15
422 865346.10 2031140.28 1010 FIN2 865346.15 2031140.32 1010.18

423 865338.10 2031090.28 1010 SG1FIN1 865338.07 2031090.25 1010.20
424 865347.12 2031090.28 1004 SG2 865347.08 2031090.28 1004.03
425 865355.12 2031090.28 1004 SG3 865355.22 2031090.23 1004.24
426 865346.10 2031090.28 1010 FIN2 865346.12 2031090.27 1010.16

427 865338.10 2031040.28 1010 SG1FIN1 865338.06 2031040.30 1010.18
428 865347.12 2031040.28 1004 SG2 865347.11 2031040.30 1004.15
429 865355.12 2031040.28 1004 SG3 865355.15 2031040.26 1004.15
430 865346.10 2031040.28 1010 FIN2 865346.15 2031040.25 1010.16

431 865338.10 2030990.28 1010 SG1FIN1 865338.08 2030990.29 1010.20
432 865347.12 2030990.28 1004 SG2 865347.11 2030990.29 1004.25
433 865355.12 2030990.28 1004 SG3 865355.17 2030990.29 1004.32
434 865346.10 2030990.28 1010 FIN2 865346.15 2030990.25 1010.18

435 865338.10 2030940.28 1010 SG1FIN1 865338.07 2030940.29 1010.19
436 865347.13 2030940.28 1004 SG2 865347.08 2030940.32 1004.21
437 865355.13 2030940.28 1004 SG3 865355.16 2030940.29 1004.18
438 865346.10 2030940.28 1010 FIN2 865346.12 2030940.24 1010.19

5.95

5.89

6.04

6.11

6.08

6.02

6.13

6.01

5.93

5.98

8.08

8.08

8.08

8.07

8.06

8.06

8.07
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8.08
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

439 865338.10 2030890.28 1010 SG1FIN1 865338.06 2030890.29 1010.20
440 865347.13 2030890.28 1004 SG2 865347.11 2030890.29 1004.08
441 865355.13 2030890.28 1004 SG3 865355.17 2030890.29 1004.04
442 865346.10 2030890.28 1010 FIN2 865346.14 2030890.26 1010.16

443 865338.10 2030840.28 1010 SG1FIN1 865338.07 2030840.31 1010.14
444 865347.13 2030840.28 1004 SG2 865347.09 2030840.28 1004.73
445 865355.13 2030840.28 1004 SG3 865355.20 2030840.31 1004.18
446 865346.10 2030840.28 1010 FIN2 865346.13 2030840.25 1010.13

447 865338.10 2030813.50 1010 SG1FIN1 865338.05 2030813.54 1010.08
448 865347.13 2030813.51 1004 SG2 865347.09 2030813.53 1004.31
449 865355.15 2030813.51 1004 SG3 865355.19 2030813.51 1004.13
450 865346.10 2030813.50 1010 FIN2 865346.12 2030813.47 1010.10

451 865342.10 2030763.80 1010 SG1FIN1 865342.04 2030763.81 1010.18
452 865351.13 2030763.80 1004 SG2 865351.09 2030763.83 1004.49
453 865359.16 2030763.80 1004 SG3 865359.23 2030763.75 1004.45
454 865350.10 2030763.80 1010 FIN2 865350.15 2030763.77 1010.03

455 865342.10 2030730.44 1010 SG1FIN1 865342.07 2030730.46 1010.10
456 865348.11 2030730.44 1006 SG2 865348.07 2030730.45 1006.07
457 865356.14 2030730.44 1006 SG3 865356.18 2030730.48 1006.17
458 865350.10 2030730.44 1010 FIN2 865350.14 2030730.44 1010.14

459 865342.10 2030690.44 1010 SG1FIN1 * * *
460 865344.55 2030690.44 1008.37 SG2 * * *
461 865352.58 2030690.44 1008.35 SG3 * * *
462 865350.10 2030690.44 1010 FIN2 * * *

463 865342.11 2030662.98 1010 SG1FIN1 * * *
464 865350.10 2030662.50 1010 SG2FIN2 * * *

5.79

5.55

6.08

5.40

8.074.06

8.07

8.06

8.07

8.11
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 2018 Pond 3 Construction
Clay Verification Tabulation

Clay Width    
(8' MIN) 

Verification 
Point No.

Northing      
(Design)

Easting       
(Design)

Elevation 
(Design)

Location 
Description

Northing      
(As-built)

Easting       
(As-built)

Elevation    
(As-built)

Clay 
Thickness 

(6' MIN)

1465* 865341.49 2030726.47 1010.27 sg asbt 865341.46 2030726.48 1010.19
1466* 865348.52 2030724.45 1004.90 sg asbt on clay 865349.32 2030724.19 1010.18
1467* 865356.25 2030722.25 1004.31 sg asbt on clay 865359.19 2030721.44 1005.60

1469* 865334.07 2030701.01 1010.96 sg asbt 865335.85 2030700.26 1010.20
1470* 865339.77 2030698.50 1007.13 sg asbt on clay 865343.35 2030696.92 1010.19
1471* 865347.12 2030695.21 1007.25 sg asbt on clay 865349.13 2030694.35 1007.35

1473* 865323.70 2030675.49 1011.56 sg asbt 865325.98 2030674.23 1010.19
1474* 865327.33 2030673.42 1009.36 sg asbt on clay 865332.97 2030670.05 1010.11
1475* 865334.31 2030669.40 1009.20 sg asbt on clay 865335.74 2030668.59 1009.27

1477* 865313.60 2030661.76 1011.47 sg asbt 865316.49 2030659.55 1010.13
1478* 865316.45 2030659.53 1009.99 sg asbt on clay
1479* 865322.78 2030654.59 1009.80 sg asbt on clay 865325.43 2030655.31 1010.20

2481 865340.01 2030715.57 1010.32
2483 865358.95 2030715.97 1005.97
2484 865350.21 2030715.77 1010.17

4.60 8.19

2.86 8.21

0.91 8.14

9.89

Additional Clay As-built Shots (NW Corner of Site)
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Finished Grade Survey Verification Data 



 2018 Pond 3 Construction
Clay Verification Tabulation

Verification 
Point No.

Northing      
(Design F/G)

Easting       
(Design F/G)

Elevation 
(Design F/G)

Northing          
(As-built S/G)

Easting            
(As-built S/G)

Elevation 
(As-built S/G)

Elevation Difference
(As-Built S/G - 

Design F/G)

Northing            
(As-built F/G)

Easting  
(As-built F/G)

Elevation          
(As-built F/G)

Elevation 
Difference 

(As-Built L/G - 
As-Built S/G)

Elevation 
Difference 

(As-Built F/G - 
Design F/G)

500 862420.06 2030628.63 1012.00 862420.09 2030628.63 1011.46 ‐0.54 862420.07 2030628.64 1012.01 0.55 0.01
501 862394.02 2030629.65 1011.48 862393.98 2030629.60 1010.98 ‐0.50 862394.00 2030629.65 1011.51 0.53 0.03
502 862397.04 2030706.64 1011.48 862396.97 2030706.59 1010.96 ‐0.52 862396.97 2030706.65 1011.51 0.55 0.03
503 862423.08 2030705.62 1012.00 862423.13 2030705.58 1011.43 ‐0.57 862423.12 2030705.59 1012.04 0.61 0.04
504 862400.06 2030783.64 1011.48 862400.00 2030783.64 1010.91 ‐0.57 862400.04 2030783.63 1011.51 0.59 0.03
505 862426.10 2030782.61 1012.00 862426.14 2030782.64 1011.46 ‐0.54 862426.12 2030782.61 1012.04 0.58 0.04
506 862429.12 2030859.61 1012.00 862429.18 2030859.61 1011.47 ‐0.53 862429.14 2030859.56 1012.00 0.53 0.00
507 862403.08 2030860.63 1011.48 862403.01 2030860.68 1010.97 ‐0.51 862403.04 2030860.64 1011.52 0.55 0.04
508 862406.11 2030937.85 1011.48 862406.05 2030937.84 1010.94 ‐0.54 862406.08 2030937.87 1011.50 0.56 0.02
509 862432.14 2030936.61 1012.00 862432.21 2030936.59 1011.44 ‐0.56 862432.16 2030936.61 1012.06 0.63 0.06
510 862437.16 2031033.31 1012.00 862437.23 2031033.32 1011.45 ‐0.55 862437.18 2031033.28 1012.07 0.63 0.07
511 862411.13 2031034.66 1011.48 862411.07 2031034.68 1010.94 ‐0.54 862411.09 2031034.72 1011.55 0.61 0.07
512 862416.16 2031131.47 1011.48 862416.12 2031131.48 1010.96 ‐0.52 862416.12 2031131.46 1011.54 0.58 0.06
513 862442.19 2031130.12 1012.00 862442.25 2031130.16 1011.43 ‐0.57 862442.22 2031130.15 1012.00 0.57 0.00
514 862447.21 2031226.93 1012.00 862447.27 2031226.91 1011.43 ‐0.57 862447.25 2031226.95 1012.07 0.64 0.07
515 862421.19 2031228.28 1011.48 862421.13 2031228.32 1010.90 ‐0.58 862421.17 2031228.31 1011.48 0.58 0.00
516 862426.21 2031325.09 1011.48 862426.16 2031325.12 1010.94 ‐0.54 862426.19 2031325.08 1011.52 0.57 0.03
517 862452.24 2031323.74 1012.00 862452.29 2031323.73 1011.49 ‐0.51 862452.26 2031323.74 1012.03 0.53 0.02
518 862457.27 2031420.55 1012.00 862457.32 2031420.53 1011.42 ‐0.58 862457.28 2031420.53 1012.04 0.62 0.04
519 862431.24 2031421.90 1011.48 862431.19 2031421.92 1010.97 ‐0.51 862431.20 2031421.89 1011.54 0.57 0.06
520 862436.27 2031518.71 1011.48 862436.22 2031518.68 1010.97 ‐0.51 862436.25 2031518.73 1011.48 0.52 0.00
521 862462.30 2031517.36 1012.00 862462.33 2031517.37 1011.46 ‐0.54 862462.32 2031517.33 1012.05 0.60 0.05
522 862467.32 2031614.17 1012.00 862467.38 2031614.20 1011.47 ‐0.53 862467.34 2031614.20 1012.05 0.58 0.05
523 862441.29 2031615.52 1011.48 862441.27 2031615.53 1010.93 ‐0.55 862441.25 2031615.50 1011.50 0.57 0.02
524 862446.32 2031712.33 1011.48 862446.25 2031712.35 1010.98 ‐0.50 862446.27 2031712.36 1011.50 0.52 0.02
525 862472.35 2031710.98 1012.00 862472.39 2031711.00 1011.47 ‐0.53 862472.36 2031710.93 1012.02 0.54 0.01
526 862477.38 2031807.79 1012.00 862477.41 2031807.78 1011.44 ‐0.56 862477.43 2031807.77 1012.04 0.60 0.04
527 862451.35 2031809.14 1011.48 862451.32 2031809.14 1010.97 ‐0.51 862451.31 2031809.20 1011.49 0.52 0.01
528 862456.37 2031905.95 1011.48 862456.35 2031905.99 1010.93 ‐0.55 862456.34 2031905.96 1011.51 0.58 0.03
529 862481.88 2031894.60 1012.00 862481.95 2031894.55 1011.48 ‐0.52 862481.92 2031894.57 1012.02 0.54 0.02
530 862520.13 2031932.85 1012.00 862520.18 2031932.82 1011.46 ‐0.54 862520.15 2031932.83 1012.03 0.57 0.03
531 862501.87 2031952.20 1011.48 862501.82 2031952.24 1010.95 ‐0.53 862501.81 2031952.25 1011.55 0.61 0.07
532 862547.37 2031997.70 1011.47 862547.31 2031997.72 1010.95 ‐0.52 862547.33 2031997.72 1011.50 0.55 0.03
533 862558.38 2031971.10 1012.00 862558.41 2031971.05 1011.44 ‐0.56 862558.42 2031971.06 1012.02 0.59 0.02
534 862645.52 2031971.10 1012.00 862645.48 2031971.06 1011.45 ‐0.55 862645.45 2031971.05 1012.01 0.56 0.01
535 862645.52 2031997.70 1011.47 862645.55 2031997.72 1010.93 ‐0.55 862645.52 2031997.73 1011.47 0.55 0.00
536 862743.68 2031997.70 1011.47 862743.66 2031997.73 1010.96 ‐0.51 862743.67 2031997.74 1011.47 0.51 0.00
537 862743.68 2031971.10 1012.00 862743.65 2031971.08 1011.48 ‐0.52 862743.64 2031971.06 1012.01 0.53 0.01
538 862841.84 2031971.10 1012.00 862841.84 2031971.06 1011.47 ‐0.53 862841.85 2031971.07 1012.05 0.59 0.05
539 862841.84 2031997.70 1011.47 862841.85 2031997.74 1010.94 ‐0.53 862841.87 2031997.76 1011.48 0.54 0.01
540 862939.99 2031997.70 1011.47 862939.97 2031997.74 1010.92 ‐0.55 862940.00 2031997.74 1011.47 0.55 0.00
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 2018 Pond 3 Construction
Clay Verification Tabulation

Verification 
Point No.

Northing      
(Design F/G)

Easting       
(Design F/G)

Elevation 
(Design F/G)

Northing          
(As-built S/G)

Easting            
(As-built S/G)

Elevation 
(As-built S/G)

Elevation Difference
(As-Built S/G - 

Design F/G)

Northing            
(As-built F/G)

Easting  
(As-built F/G)

Elevation          
(As-built F/G)

Elevation 
Difference 

(As-Built L/G - 
As-Built S/G)

Elevation 
Difference 

(As-Built F/G - 
Design F/G)

541 862939.99 2031971.10 1012.00 862939.97 2031971.07 1011.47 ‐0.53 862939.97 2031971.07 1012.03 0.56 0.03
542 863038.15 2031971.10 1012.00 863038.17 2031971.06 1011.50 ‐0.50 863038.11 2031971.07 1012.03 0.54 0.03
543 863038.15 2031997.70 1011.47 863038.12 2031997.73 1010.91 ‐0.56 863038.11 2031997.74 1011.47 0.56 0.00
544 863136.31 2031997.70 1011.47 863136.27 2031997.74 1010.96 ‐0.51 863136.28 2031997.77 1011.55 0.59 0.08
545 863136.31 2031971.10 1012.00 863136.25 2031971.06 1011.49 ‐0.51 863136.28 2031971.04 1012.31 0.82 0.31
546 863234.46 2031971.10 1012.00 863234.44 2031971.07 1011.49 ‐0.51 863234.44 2031971.05 1012.03 0.54 0.02
547 863234.46 2031997.70 1011.47 863234.44 2031997.74 1010.96 ‐0.51 863234.43 2031997.75 1011.50 0.54 0.03
548 863332.62 2031997.70 1011.47 863332.58 2031997.72 1010.93 ‐0.54 863332.59 2031997.74 1011.49 0.56 0.02
549 863332.62 2031971.10 1012.00 863332.64 2031971.08 1011.49 ‐0.51 863332.60 2031971.06 1012.04 0.55 0.04
550 863430.78 2031971.10 1012.00 863430.74 2031971.07 1011.46 ‐0.54 863430.81 2031971.08 1012.01 0.55 0.01
551 863430.78 2031997.70 1011.47 863430.79 2031997.72 1010.93 ‐0.54 863430.79 2031997.71 1011.51 0.58 0.04
552 863528.93 2031997.70 1011.47 863528.89 2031997.72 1010.95 ‐0.52 863528.91 2031997.72 1011.50 0.55 0.03
553 863528.93 2031971.10 1012.00 863528.93 2031971.05 1011.48 ‐0.52 863528.90 2031971.05 1012.04 0.56 0.04
554 863627.09 2031971.10 1012.00 863627.07 2031971.08 1011.44 ‐0.56 863627.05 2031971.06 1012.06 0.62 0.06
555 863627.09 2031997.70 1011.47 863627.06 2031997.74 1010.96 ‐0.51 863627.14 2031997.74 1011.52 0.56 0.05
556 863725.24 2031997.70 1011.47 863725.22 2031997.74 1010.91 ‐0.56 863725.23 2031997.75 1011.52 0.62 0.05
557 863725.25 2031971.10 1012.00 863725.25 2031971.06 1011.47 ‐0.53 863725.26 2031971.08 1012.04 0.58 0.04
558 863700.88 2032009.72 1011.23 863700.83 2032009.70 1010.71 ‐0.52 863700.87 2032009.69 1011.27 0.56 0.04
559 863707.06 2032033.95 1010.74 863707.13 2032033.98 1010.17 ‐0.57 863707.07 2032033.97 1010.74 0.58 0.00
560 863637.37 2032051.18 1005.00 863637.43 2032051.19 1005.12 0.12 863637.49 2032049.87 1005.37 0.25 0.37
561 863625.30 2032028.41 1005.00 863625.22 2032027.33 1004.83 ‐0.17 863625.22 2032027.39 1004.99 0.17 ‐0.01
562 863566.21 2032043.02 1000.13
563 863578.90 2032065.63 1000.18
564 863520.43 2032080.09 995.36
565 863507.12 2032057.63 995.25
566 863716.83 2032033.95 1010.74 863716.87 2032034.00 1010.20 ‐0.54 863716.85 2032033.97 1010.78 0.57 0.04
567 863788.59 2032015.82 1011.11 863788.62 2032015.88 1010.59 ‐0.51 863788.58 2032015.86 1011.17 0.58 0.06
568 863788.59 2031971.10 1012.00 863788.57 2031971.07 1011.42 ‐0.58 863788.56 2031971.08 1012.02 0.60 0.02
569 863860.35 2031971.10 1012.00 863860.37 2031971.08 1011.47 ‐0.53 863860.32 2031971.05 1012.06 0.59 0.06
570 863860.35 2031997.70 1011.47 863860.34 2031997.74 1010.97 ‐0.50 863860.35 2031997.72 1011.47 0.50 0.00
571 863938.74 2031997.70 1011.47 863938.76 2031997.73 1010.97 ‐0.50 863938.79 2031997.73 1011.53 0.56 0.06
572 863938.74 2031971.10 1012.00 863938.74 2031971.07 1011.49 ‐0.51 863938.78 2031971.08 1012.07 0.58 0.07
573 864017.13 2031971.10 1012.00 864017.09 2031971.07 1011.47 ‐0.53 864017.16 2031971.08 1012.05 0.58 0.05
574 864017.13 2031997.70 1011.47 864017.11 2031997.72 1010.93 ‐0.54 864017.18 2031997.77 1011.49 0.55 0.01
575 864095.52 2031997.70 1011.47 864095.56 2031997.72 1010.94 ‐0.53 864095.58 2031997.74 1011.53 0.58 0.05
576 864095.52 2031971.10 1012.00 864095.54 2031971.07 1011.47 ‐0.53 864095.51 2031971.09 1012.03 0.56 0.02
577 864173.91 2031971.10 1012.00 864173.93 2031971.05 1011.45 ‐0.55 864173.94 2031971.06 1012.04 0.59 0.04
578 864173.91 2031997.70 1011.47 864173.87 2031997.71 1010.93 ‐0.54 864173.88 2031997.72 1011.48 0.55 0.01
579 864242.65 2032015.82 1011.11 864242.68 2032015.85 1010.57 ‐0.54 864242.65 2032015.85 1011.15 0.58 0.04
580 864242.65 2031971.10 1012.00 864242.64 2031971.07 1011.47 ‐0.53 864242.73 2031971.07 1012.02 0.55 0.02
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 2018 Pond 3 Construction
Clay Verification Tabulation

Verification 
Point No.

Northing      
(Design F/G)

Easting       
(Design F/G)

Elevation 
(Design F/G)

Northing          
(As-built S/G)

Easting            
(As-built S/G)

Elevation 
(As-built S/G)

Elevation Difference
(As-Built S/G - 

Design F/G)

Northing            
(As-built F/G)

Easting  
(As-built F/G)

Elevation          
(As-built F/G)

Elevation 
Difference 

(As-Built L/G - 
As-Built S/G)

Elevation 
Difference 

(As-Built F/G - 
Design F/G)

581 864308.97 2031971.10 1012.00 864308.96 2031971.08 1011.48 ‐0.52 864308.99 2031971.05 1012.05 0.57 0.05
582 864308.97 2031997.70 1011.47 864309.00 2031997.73 1010.95 ‐0.52 864308.97 2031997.72 1011.54 0.60 0.07
583 864333.34 2032009.73 1011.23 864333.32 2032008.36 1010.65 ‐0.58 864333.36 2032008.34 1011.18 0.52 ‐0.06
584 864311.44 2032033.95 1010.74 864311.49 2032033.10 1010.21 ‐0.53 864311.45 2032033.13 1010.84 0.63 0.10
585 864327.15 2032033.95 1010.74 864327.10 2032033.96 1010.23 ‐0.51 864327.08 2032033.99 1010.75 0.52 0.00
586 864386.67 2032048.66 1005.84 864386.67 2032047.70 1005.70 ‐0.14 864386.62 2032046.59 1006.20 0.50 0.36
587 864392.71 2032024.40 1006.34 864392.72 2032024.38 1006.20 ‐0.14 864392.68 2032026.08 1006.23 0.03 ‐0.11
588 864452.08 2032039.08 1001.44
589 864481.19 2032072.03 998.05
590 864430.61 2032027.77 1001.44 864424.24 2032025.92 1002.62 1.17 864424.19 2032025.91 1002.65 0.03 1.21
591 864387.44 2032017.10 1005.00 864387.48 2032017.04 1005.07 0.07 864387.55 2032016.97 1005.64 0.57 0.64
592 864361.41 2032010.67 1007.14 864361.46 2032009.95 1006.89 ‐0.25 864361.48 2032010.31 1007.49 0.60 0.35
593 864403.24 2031997.70 1011.47 864403.21 2031997.72 1010.92 ‐0.55 864403.26 2031997.72 1011.52 0.59 0.05
594 864403.24 2031971.10 1012.00 864403.27 2031971.07 1011.50 ‐0.50 864403.24 2031971.09 1012.07 0.57 0.07
595 864497.52 2031971.10 1012.00 864497.50 2031971.06 1011.46 ‐0.54 864497.58 2031971.03 1012.01 0.55 0.01
596 864497.52 2031997.70 1011.47 864497.50 2031997.74 1010.94 ‐0.53 864497.53 2031997.75 1011.49 0.56 0.02
597 864591.79 2031997.70 1011.47 864591.79 2031997.75 1010.96 ‐0.51 864591.86 2031997.73 1011.50 0.53 0.03
598 864591.79 2031971.10 1012.00 864591.83 2031971.05 1011.48 ‐0.52 864591.74 2031971.08 1012.04 0.56 0.04
599 864686.07 2031971.10 1012.00 864710.38 2031971.07 1011.41 ‐0.59 864710.34 2031971.05 1012.01 0.60 0.01
600 864686.07 2031997.70 1011.47 864686.10 2031997.73 1010.96 ‐0.51 864686.06 2031997.75 1011.49 0.52 0.02
601 864780.34 2031997.70 1011.47 864780.38 2031997.73 1010.95 ‐0.52 864780.38 2031997.76 1011.53 0.58 0.06
602 864780.34 2031971.10 1012.00 864780.33 2031971.07 1011.48 ‐0.52 864780.27 2031971.06 1012.05 0.56 0.05
603 864874.62 2031971.10 1012.00 864874.68 2031971.07 1011.50 ‐0.50 864874.58 2031971.09 1012.04 0.54 0.04
604 864874.62 2031997.70 1011.47 864874.63 2031997.72 1010.95 ‐0.52 864874.60 2031997.72 1011.54 0.58 0.07
605 864968.89 2031997.70 1011.47 864968.83 2031997.72 1010.94 ‐0.53 864968.88 2031997.72 1011.51 0.57 0.04
606 864968.89 2031971.10 1012.00 864968.92 2031971.09 1011.48 ‐0.52 864968.92 2031971.09 1012.01 0.53 0.01
607 865063.17 2031971.10 1012.00 865063.18 2031971.03 1011.49 ‐0.51 865063.17 2031971.07 1012.04 0.55 0.04
608 865063.17 2031997.70 1011.47 865063.15 2031997.72 1010.95 ‐0.52 865063.13 2031997.74 1011.51 0.56 0.04
609 865157.44 2031997.70 1011.47 865157.45 2031997.76 1010.94 ‐0.53 865157.47 2031997.77 1011.55 0.60 0.08
610 865157.44 2031971.10 1012.00 865171.00 2031971.10 1011.48 ‐0.52 865170.99 2031971.02 1012.04 0.56 0.04
611 865251.72 2031971.10 1012.00 865251.76 2031971.07 1011.49 ‐0.51 865251.71 2031971.04 1012.09 0.60 0.09
612 865246.14 2031997.70 1011.47 865246.10 2031997.77 1010.97 ‐0.50 865246.18 2031997.73 1011.50 0.53 0.02
613 865347.43 2031995.12 1012.33 865347.41 2031995.10 1011.82 ‐0.51 865347.41 2031995.14 1012.34 0.53 0.01
614 865321.41 2032007.42 1011.90 865321.43 2032007.38 1011.39 ‐0.51 865321.41 2032007.38 1011.91 0.53 0.01
615 865328.76 2032031.65 1011.51 865328.80 2032031.66 1011.00 ‐0.51 865328.80 2032031.71 1011.58 0.57 0.07
616 865249.10 2032051.18 1005.00 865249.04 2032051.22 1004.58 ‐0.42 865249.17 2032051.22 1005.09 0.51 0.09
617 865237.03 2032028.41 1005.00 865237.03 2032028.38 1004.55 ‐0.46 865236.96 2032028.35 1005.08 0.53 0.08
618 865192.85 2032039.33 1001.36
619 865161.65 2032072.80 997.79
620 865343.84 2032031.21 1011.64 865343.85 2032031.26 1011.16 ‐0.48 865343.90 2032031.25 1011.72 0.56 0.08

Outside of Grading Extents

Outside of Grading Extents

Sheet 3 of 8

11/9/2018
Carlson McCain, Inc.

P:\Projects\XCEL\3404‐04 Pond 3S\2018 Pond 3 Vertical Expansion\Construction\Survey\Cert Report PDF's\2018 Pond 3 FG Survey Verification Tabulation



 2018 Pond 3 Construction
Clay Verification Tabulation

Verification 
Point No.

Northing      
(Design F/G)

Easting       
(Design F/G)

Elevation 
(Design F/G)

Northing          
(As-built S/G)

Easting            
(As-built S/G)

Elevation 
(As-built S/G)

Elevation Difference
(As-Built S/G - 

Design F/G)

Northing            
(As-built F/G)

Easting  
(As-built F/G)

Elevation          
(As-built F/G)

Elevation 
Difference 

(As-Built L/G - 
As-Built S/G)

Elevation 
Difference 

(As-Built F/G - 
Design F/G)

621 865383.84 2032031.08 1011.68 865383.90 2032031.12 1011.17 ‐0.51 865383.89 2032031.13 1011.75 0.58 0.07
622 865419.09 2032022.69 1011.40 865419.11 2032022.71 1010.89 ‐0.51 865419.10 2032022.73 1011.43 0.54 0.03
623 865442.43 2031997.93 1011.19 865442.46 2031997.96 1010.67 ‐0.52 865442.47 2031997.98 1011.23 0.55 0.04
624 865447.71 2031955.72 1011.05 865447.73 2031955.71 1010.56 ‐0.50 865447.75 2031955.73 1011.09 0.53 0.04
625 865441.38 2031920.83 1010.83 865441.43 2031920.78 1010.31 ‐0.52 865441.40 2031920.87 1010.86 0.55 0.03
626 865366.40 2031980.50 1012.75 865366.42 2031980.50 1012.21 ‐0.54 865366.39 2031980.49 1012.84 0.62 0.09
627 865299.07 2031928.66 1013.16 865299.03 2031928.63 1012.63 ‐0.53 865299.06 2031928.63 1013.18 0.56 0.02
628 865338.10 2031884.72 1012.00 865338.07 2031884.74 1011.48 ‐0.52 865338.04 2031884.69 1012.10 0.62 0.10
629 865364.70 2031875.27 1011.47 865364.75 2031875.23 1010.96 ‐0.51 865364.65 2031875.28 1011.57 0.60 0.10
630 865377.66 2031846.58 1010.91 865377.60 2031846.58 1010.34 ‐0.57 865377.65 2031846.58 1010.93 0.59 0.02
631 865432.31 2031868.02 1010.32 865432.35 2031868.06 1009.82 ‐0.50 865432.37 2031868.04 1010.34 0.52 0.02
632 865434.13 2031795.87 1005.00 865426.11 2031813.22 1006.16 1.16 865426.13 2031813.27 1006.68 0.52 1.68
633 865395.41 2031775.33 1005.00 865392.98 2031785.42 1005.44 0.44 865392.95 2031785.39 1005.64 0.20 0.64
634 865404.91 2031736.90 1001.83
635 865435.06 2031758.83 1002.27
636 865393.61 2031758.37 1001.83 865386.06 2031778.55 1003.66 1.83 865387.58 2031778.57 1004.22 0.56 2.39
637 865384.10 2031796.81 1005.00 865384.04 2031796.81 1004.93 ‐0.07 865384.01 2031796.75 1005.49 0.56 0.49
638 865298.26 2031924.56 1012.00 865298.22 2031924.54 1012.59 0.59 865298.20 2031924.51 1013.09 0.51 1.09
639 865338.10 2031787.95 1012.00 865338.08 2031787.93 1011.43 ‐0.57 865338.04 2031787.95 1012.04 0.61 0.04
640 865364.70 2031787.95 1011.47 865364.72 2031787.97 1010.97 ‐0.50 865364.73 2031787.97 1011.55 0.58 0.08
641 865364.70 2031691.18 1011.47 865364.76 2031691.17 1010.96 ‐0.51 865364.74 2031691.20 1011.49 0.53 0.02
642 865338.10 2031691.18 1012.00 865338.03 2031691.23 1011.50 ‐0.50 865338.06 2031691.22 1012.06 0.56 0.06
643 865338.10 2031594.42 1012.00 865338.09 2031594.35 1011.42 ‐0.58 865338.08 2031594.42 1012.03 0.61 0.03
644 865364.70 2031594.42 1011.47 865364.71 2031594.41 1010.96 ‐0.51 865364.76 2031594.42 1011.50 0.54 0.03
645 865364.70 2031497.65 1011.47 865364.72 2031497.64 1010.97 ‐0.50 865364.72 2031497.70 1011.48 0.51 0.01
646 865338.10 2031497.65 1012.00 865338.08 2031497.61 1011.46 ‐0.54 865338.04 2031497.63 1012.06 0.60 0.06
647 865338.10 2031400.88 1012.00 865338.08 2031400.85 1011.48 ‐0.52 865338.08 2031400.85 1012.04 0.56 0.04
648 865364.70 2031400.88 1011.47 865364.74 2031400.85 1010.95 ‐0.52 865364.73 2031400.86 1011.48 0.53 0.01
649 865364.70 2031304.11 1011.47 865364.73 2031304.12 1010.97 ‐0.50 865364.76 2031304.15 1011.50 0.52 0.02
650 865338.10 2031304.11 1012.00 865338.07 2031304.08 1011.46 ‐0.54 865338.05 2031304.10 1012.05 0.59 0.05
651 865338.10 2031207.34 1012.00 865338.06 2031207.37 1011.53 ‐0.47 865338.05 2031207.33 1012.08 0.54 0.08
652 865364.70 2031207.34 1011.47 865364.76 2031207.35 1010.97 ‐0.50 865364.72 2031207.32 1011.49 0.52 0.02
653 865364.70 2031110.58 1011.47 865364.75 2031110.55 1010.91 ‐0.56 865364.73 2031110.54 1011.47 0.56 0.00
654 865338.10 2031110.58 1012.00 865338.08 2031110.62 1011.51 ‐0.49 865338.07 2031110.62 1012.05 0.54 0.05
655 865338.10 2031013.81 1012.00 865338.06 2031013.78 1011.47 ‐0.53 865338.04 2031013.81 1012.09 0.62 0.09
656 865364.70 2031013.81 1011.47 865364.75 2031013.82 1010.98 ‐0.49 865364.75 2031013.83 1011.52 0.54 0.05
657 865364.70 2030917.04 1011.47 865364.72 2030917.04 1010.94 ‐0.54 865364.72 2030917.06 1011.48 0.54 0.01
658 865338.10 2030917.04 1012.00 865338.07 2030917.06 1011.47 ‐0.53 865338.06 2030916.99 1012.05 0.58 0.05
659 865338.10 2030820.27 1012.00 865338.06 2030820.31 1011.48 ‐0.52 865338.06 2030820.32 1012.02 0.54 0.02
660 865364.70 2030820.27 1011.47 865364.73 2030820.23 1011.00 ‐0.47 865364.73 2030820.27 1011.53 0.53 0.06
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661 865364.70 2030723.50 1011.47 865364.71 2030723.49 1010.97 ‐0.50 865364.72 2030723.48 1011.52 0.55 0.05
662 865338.10 2030723.50 1012.00 865338.06 2030723.52 1011.50 ‐0.50 865338.05 2030723.48 1012.07 0.57 0.07
663 865338.10 2030626.74 1012.00 865338.08 2030653.45 1011.50 ‐0.50 865338.05 2030653.37 1012.05 0.55 0.05
664 865364.70 2030651.46 1011.47 865364.72 2030656.73 1011.04 ‐0.43 865364.74 2030656.73 1011.55 0.51 0.08
665 863666.12 2032012.32 1006.59 863664.89 2032011.12 1006.58 ‐0.01 863664.94 2032011.13 1007.15 0.57 0.56
666 863623.86 2032022.76 1003.11 863622.69 2032020.73 1003.07 ‐0.04 863622.75 2032020.70 1003.60 0.54 0.49
667 863564.74 2032037.38 998.24 863587.28 2032030.10 1000.22 1.98 863587.28 2032030.13 1000.72 0.50 2.48
668 863513.29 2032050.10 994.00
669 862456.29 2031939.71 1011.00 862456.24 2031939.71 1010.47 ‐0.53 862456.27 2031939.71 1011.03 0.56 0.03
670 862456.72 2031996.38 1010.18 862456.69 2031996.36 1009.58 ‐0.60 862456.66 2031996.42 1010.20 0.62 0.02
671 862458.49 2031999.93 1010.18 862458.45 2031999.94 1009.63 ‐0.55 862458.46 2031999.93 1010.21 0.58 0.03
672 862462.12 2032001.51 1010.18 862462.06 2032001.58 1009.64 ‐0.54 862462.12 2032001.55 1010.23 0.59 0.05
673 862515.57 2031999.00 1011.00 862515.61 2031999.04 1010.50 ‐0.50 862515.57 2031999.02 1011.02 0.52 0.02
674 865319.50 2032002.02 1010.03 865319.52 2032001.96 1009.60 ‐0.43 865319.54 2032001.98 1010.28 0.67 0.25
675 865258.51 2032017.10 1005.00 865258.52 2032017.07 1004.49 ‐0.51 865258.54 2032017.16 1005.14 0.64 0.14
676 865214.32 2032028.02 1001.36 865232.93 2032021.86 1003.02 1.66 865232.97 2032021.91 1003.53 0.51 2.17
677 862438.48 2030627.91 1011.63 862438.51 2030627.88 1011.62 ‐0.01 862438.50 2030627.87 1012.13 0.51 0.50
678 862441.50 2030704.90 1011.63 862441.54 2030704.87 1011.11 ‐0.52 862441.56 2030704.83 1011.64 0.53 0.01
679 862444.52 2030781.89 1011.63 862444.54 2030781.86 1011.10 ‐0.53 862444.56 2030781.89 1011.64 0.54 0.01
680 862447.54 2030858.89 1011.63 862447.60 2030858.91 1011.09 ‐0.54 862447.58 2030858.92 1011.63 0.54 0.00
681 862450.55 2030935.55 1011.63 862450.59 2030935.51 1011.10 ‐0.53 862450.55 2030935.54 1011.63 0.53 0.00
682 862455.57 2031032.35 1011.63 862455.62 2031032.38 1011.06 ‐0.57 862455.61 2031032.37 1011.63 0.57 0.00
683 862460.60 2031129.16 1011.63 862460.63 2031129.18 1011.11 ‐0.52 862460.63 2031129.11 1011.66 0.55 0.03
684 862465.63 2031225.97 1011.63 862465.65 2031225.95 1011.11 ‐0.52 862465.64 2031225.99 1011.66 0.55 0.03
685 862470.65 2031322.78 1011.63 862470.71 2031322.78 1011.13 ‐0.50 862470.67 2031322.77 1011.63 0.50 0.00
686 862475.68 2031419.59 1011.63 862475.75 2031419.55 1011.11 ‐0.52 862475.73 2031419.66 1011.64 0.53 0.01
687 862480.71 2031516.40 1011.63 862480.74 2031516.40 1011.11 ‐0.52 862480.73 2031516.40 1011.67 0.56 0.04
688 862485.74 2031613.21 1011.63 862485.75 2031613.19 1011.11 ‐0.52 862485.79 2031613.23 1011.63 0.52 0.00
689 862490.76 2031710.02 1011.63 862490.79 2031710.01 1011.08 ‐0.55 862490.80 2031709.99 1011.68 0.60 0.05
690 862495.79 2031806.83 1011.63 862495.81 2031806.84 1011.11 ‐0.52 862495.82 2031806.85 1011.64 0.52 0.01
691 862499.93 2031886.57 1011.63 862499.96 2031886.53 1011.11 ‐0.52 862499.98 2031886.54 1011.64 0.53 0.01
692 862526.94 2031925.63 1011.80 862526.99 2031925.59 1011.28 ‐0.52 862526.99 2031925.62 1011.81 0.54 0.01
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4501 * * * 862389.55 2030629.83 1009.64 * 862389.50 2030629.84 1010.81 1.17
4502 * * * 862387.25 2030706.98 1007.98 * 862387.26 2030706.95 1008.49 0.51 *
4504 * * * 862389.84 2030784.01 1007.79 * 862389.86 2030784.04 1008.33 0.54 *
4507 * * * 862392.65 2030861.06 1007.72 * 862392.62 2030861.06 1008.25 0.53 *
4508 * * * 862395.80 2030938.36 1007.56 * 862395.81 2030938.40 1008.08 0.52 *
4511 * * * 862401.19 2031035.18 1007.83 * 862401.16 2031035.19 1008.34 0.50 *
4512 * * * 862406.18 2031131.99 1007.75 * 862406.14 2031131.93 1008.25 0.51 *
4515 * * * 862411.26 2031228.78 1007.77 * 862411.26 2031228.77 1008.29 0.52 *
4516 * * * 862416.29 2031325.59 1007.77 * 862416.34 2031325.62 1008.29 0.52 *
4519 * * * 862421.20 2031422.41 1007.71 * 862421.21 2031422.39 1008.24 0.52 *
4520 * * * 862426.24 2031519.23 1007.73 * 862426.29 2031519.22 1008.25 0.53 *
4523 * * * 862431.45 2031616.02 1007.72 * 862431.49 2031616.07 1008.22 0.50 *
4524 * * * 862436.34 2031712.85 1007.77 * 862436.34 2031712.82 1008.32 0.54 *
4527 * * * 862441.20 2031809.65 1007.71 * 862441.23 2031809.67 1008.26 0.54 *
4528 * * * 862446.20 2031910.49 1007.61 * 862446.22 2031910.51 1008.14 0.53 *
4532 * * * 862543.12 2032007.97 1007.23 * 862543.08 2032007.96 1007.78 0.54 *
4533 * * * 862562.98 2031959.97 1010.63 * 862563.00 2031959.95 1011.13 0.50 *
4534 * * * 862645.53 2031958.58 1007.98 * 862645.60 2031958.57 1007.98 0.00 *
4535 * * * 862645.56 2032008.27 1007.24 * 862645.51 2032008.28 1007.79 0.55 *
4536 * * * 862743.65 2032008.11 1007.35 * 862743.62 2032008.09 1007.88 0.53 *
4537 * * * 862743.69 2031958.60 1008.23 * 862743.66 2031958.61 1008.26 0.03 *
4538 * * * 862841.84 2031958.59 1007.91 * 862841.82 2031958.62 1007.91 0.00 *
4539 * * * 862841.81 2032008.18 1007.15 * 862841.81 2032008.19 1007.74 0.59 *
4540 * * * 862940.00 2032008.11 1007.43 * 862939.94 2032008.13 1007.94 0.51 *
4541 * * * 862940.01 2031958.56 1008.12 * 862939.99 2031958.60 1008.12 0.00 *
4542 * * * 863038.17 2031956.17 1006.99 * 863038.18 2031956.20 1007.01 0.01 *
4543 * * * 863038.14 2032008.12 1007.29 * 863038.09 2032008.13 1007.88 0.59 *
4544 * * * 863136.32 2032008.26 1007.42 * 863136.39 2032008.21 1007.98 0.56 *
4545 * * * 863136.33 2031956.12 1007.24 * 863136.30 2031956.14 1007.68 0.44 *
4546 * * * 863234.40 2031955.99 1007.34 * 863234.37 2031955.93 1007.36 0.02 *
4547 * * * 863234.47 2032008.21 1007.37 * 863234.45 2032008.20 1007.88 0.52 *
4548 * * * 863332.59 2032008.25 1007.39 * 863332.61 2032008.21 1007.93 0.54 *
4549 * * * 863332.63 2031956.09 1007.20 * 863332.66 2031956.13 1007.22 0.02 *
4550 * * * 863430.78 2031956.03 1007.26 * 863430.82 2031956.05 1007.29 0.03 *
4551 * * * 863430.82 2032008.11 1007.36 * 863430.79 2032008.16 1007.92 0.56 *
4552 * * * 863528.89 2032008.18 1007.39 * 863528.90 2032008.13 1007.94 0.54 *
4553 * * * 863528.93 2031956.08 1007.08 * 863528.92 2031956.05 1007.10 0.02 *
4554 * * * 863627.16 2031956.12 1007.12 * 863627.11 2031956.10 1007.25 0.13 *
4555 * * * 863627.12 2032008.19 1007.20 * 863627.08 2032008.19 1007.77 0.57 *
4557 * * * 863725.29 2031956.09 1006.79 * 863725.27 2031956.07 1006.79 0.00 *
4558 * * * 863699.36 2032003.57 1008.66 * 863699.34 2032003.64 1009.44 0.78 *
4559 * * * 863709.27 2032042.62 1007.30 * 863709.29 2032042.57 1007.82 0.53 *
4566 * * * 863722.88 2032039.99 1008.06 * 863722.86 2032039.92 1008.58 0.52 *
4567 * * * 863788.61 2032024.79 1007.69 * 863788.60 2032024.76 1008.19 0.51 *
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4568 * * * 863788.70 2031960.09 1007.42 * 863788.64 2031960.13 1007.44 0.02 *
4570 * * * 863860.35 2032009.65 1007.16 * 863860.36 2032009.64 1007.74 0.59 *
4571 * * * 863938.78 2032009.74 1007.02 * 863938.79 2032009.69 1007.52 0.50 *
4574 * * * 864017.08 2032009.72 1006.92 * 864017.10 2032009.70 1007.49 0.58 *
4575 * * * 864095.45 2032009.74 1006.91 * 864095.46 2032009.82 1007.46 0.55 *
4578 * * * 864173.89 2032008.05 1007.49 * 864173.86 2032008.08 1008.01 0.53 *
4579 * * * 864242.60 2032022.06 1008.35 * 864242.59 2032022.07 1008.92 0.58 *
4584 * * * 864309.15 2032039.23 1008.18 * 864309.20 2032039.26 1008.70 0.53 *
4585 * * * 864325.25 2032041.46 1007.56 * 864325.31 2032041.53 1008.13 0.56 *
4593 * * * 864403.23 2032009.50 1007.02 * 864403.17 2032009.47 1007.58 0.55 *
4596 * * * 864497.46 2032006.32 1008.17 * 864497.50 2032006.32 1008.72 0.55 *
4597 * * * 864591.87 2032006.43 1008.16 * 864591.87 2032006.39 1008.68 0.52 *
4599 * * * 864651.65 2031971.04 1011.46 * 864651.73 2031971.04 1012.07 0.60 *
4600 * * * 864686.06 2032005.78 1008.19 * 864686.02 2032005.75 1008.74 0.55 *
4601 * * * 864780.34 2032006.71 1007.92 * 864780.31 2032006.67 1008.48 0.56 *
4604 * * * 864874.59 2032008.71 1007.19 * 864874.62 2032008.73 1007.70 0.50 *
4605 * * * 864968.88 2032008.06 1007.40 * 864968.85 2032008.02 1007.94 0.53 *
4608 * * * 865063.13 2032008.48 1007.20 * 865063.18 2032008.50 1007.77 0.57 *
4609 * * * 865157.45 2032008.88 1007.24 * 865157.42 2032008.87 1007.79 0.55 *
4610 * * * 865118.45 2031971.11 1011.46 * 865118.34 2031971.06 1012.03 0.57 *
4612 * * * 865243.54 2032010.15 1006.78 * 865243.51 2032010.14 1007.36 0.59 *
4615 * * * 865332.10 2032042.49 1007.61 * 865332.04 2032042.44 1008.13 0.52 *
4616 * * * 865316.93 2032041.44 1007.84 * 865316.96 2032041.35 1008.34 0.50 *
4620 * * * 865346.02 2032041.14 1007.75 * 865346.02 2032041.11 1008.25 0.50 *
4621 * * * 865385.42 2032039.80 1008.30 * 865385.45 2032039.85 1008.83 0.53 *
4622 * * * 865424.79 2032030.01 1007.87 * 865424.73 2032029.98 1008.46 0.59 *
4623 * * * 865450.50 2032001.21 1007.80 * 865450.37 2032001.28 1008.36 0.56 *
4624 * * * 865456.16 2031954.90 1007.64 * 865456.17 2031954.96 1008.21 0.57 *
4625 * * * 865450.13 2031919.97 1007.47 * 865450.22 2031919.94 1008.03 0.56 *
4631 * * * 865439.06 2031876.66 1007.33 * 865439.02 2031876.69 1008.93 1.60 *
4640 * * * 865376.95 2031787.90 1006.62 * 865376.99 2031787.88 1007.19 0.57 *
4641 * * * 865374.36 2031691.22 1007.66 * 865374.39 2031691.26 1008.22 0.57 *
4644 * * * 865375.09 2031594.36 1007.48 * 865375.17 2031594.39 1007.98 0.50 *
4645 * * * 865375.74 2031497.61 1007.27 * 865375.74 2031497.64 1007.81 0.54 *
4648 * * * 865374.39 2031400.85 1007.69 * 865374.38 2031400.88 1008.19 0.50 *
4649 * * * 865374.78 2031304.09 1007.51 * 865374.83 2031304.09 1008.09 0.58 *
4652 * * * 865374.08 2031207.31 1007.62 * 865374.03 2031207.27 1008.20 0.58 *
4653 * * * 865375.24 2031110.61 1007.38 * 865375.26 2031110.58 1007.97 0.58 *
4656 * * * 865374.29 2031013.80 1007.61 * 865374.33 2031013.86 1008.19 0.58 *
4657 * * * 865375.04 2030917.00 1007.48 * 865375.01 2030916.97 1007.99 0.51 *
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Verification 
Point No.

Northing      
(Design F/G)

Easting       
(Design F/G)

Elevation 
(Design F/G)

Northing          
(As-built S/G)

Easting            
(As-built S/G)

Elevation 
(As-built S/G)

Elevation Difference
(As-Built S/G - 

Design F/G)

Northing            
(As-built F/G)

Easting  
(As-built F/G)

Elevation          
(As-built F/G)

Elevation 
Difference 

(As-Built L/G - 
As-Built S/G)

Elevation 
Difference 

(As-Built F/G - 
Design F/G)

4660 * * * 865383.13 2030820.25 1005.93 * 865383.14 2030820.31 1006.63 0.70 *
4661 * * * 865373.89 2030723.51 1007.83 * 865373.91 2030723.48 1008.51 0.68 *
4664 * * * 865369.05 2030687.23 1009.64 * 865369.10 2030687.31 1010.22 0.58 *
4669 * * * 862447.20 2031939.69 1007.38 * 862447.16 2031939.66 1007.94 0.56 *
4670 * * * 862449.61 2031996.30 1007.16 * 862449.63 2031996.32 1007.68 0.52 *
4671 * * * 862453.61 2032004.30 1007.12 * 862453.66 2032004.27 1007.64 0.53 *
4672 * * * 862462.02 2032009.38 1007.00 * 862462.08 2032009.32 1007.50 0.50 *
4673 * * * 862515.60 2032008.37 1007.26 * 862515.56 2032008.40 1007.78 0.52 *
4678 * * * 862445.61 2030704.76 1009.56 * 862445.64 2030704.75 1010.50 0.94 *
4679 * * * 862448.29 2030781.72 1009.92 * 862448.32 2030781.78 1010.39 0.47 *
4680 * * * 862452.59 2030858.69 1009.82 * 862452.57 2030858.61 1010.28 0.46 *
4681 * * * 862455.85 2030935.18 1009.50 * 862455.85 2030935.17 1009.74 0.24 *
4682 * * * 862459.98 2031032.14 1009.64 * 862460.03 2031032.09 1010.45 0.81 *
4683 * * * 862462.88 2031129.05 1010.52 * 862462.85 2031129.09 1010.68 0.16 *
4684 * * * 862471.01 2031225.73 1009.35 * 862470.94 2031225.71 1009.81 0.46 *
4685 * * * 862474.66 2031322.62 1009.46 * 862474.63 2031322.64 1009.68 0.22 *
4686 * * * 862480.00 2031419.32 1009.53 * 862479.97 2031419.33 1009.73 0.20 *
4687 * * * 862486.47 2031516.13 1009.47 * 862486.51 2031516.09 1009.54 0.07 *
4688 * * * 862491.34 2031612.88 1009.11 * 862491.32 2031612.93 1009.37 0.26 *
4689 * * * 862495.12 2031709.76 1009.33 * 862495.09 2031709.79 1009.57 0.24 *
4690 * * * 862501.17 2031806.61 1009.39 * 862501.16 2031806.59 1009.55 0.16 *
4691 * * * 862508.61 2031882.66 1010.51 * 862508.59 2031882.70 1010.95 0.44 *
4692 * * * 862530.45 2031921.99 1010.79 * 862530.42 2031921.95 1011.42 0.63 *
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Appendix D - Clay Test Reports 

Clay Source Prequalification Test Reports 
Clay In-Place Density Test Reports 

Clay In-Place Permeability Test Reports 



Clay Source Prequalification Test Reports 



  1

(* = assumed)

Max

Soil Classification

* Min

Remarks:

D60

D30

D10

CU

CC

67.4

56.1

Percent Passing

100.0

Max

99.8

98.6

97.0

93.3

89.6

84.3

Location / Boring No.

      2 3/4   3/8   #4

Min

#10

#200

18193.6

#100   #200

#10

#20

#40

#100

1"

3/4"

#4

Mass (g)

*

2"

1.5"

3/8"

2

Sample No. Depth (ft)

Coarse Fine Coarse Medium

Veit & Company, Inc.

Sandy Lean Clay w/a trace of gravel (CL)1*

                              Grain Size Distribution ASTM D422

5/18/18Report Date:

Test Date:

Reported To:

Project:

Job No. : 11420

5/14/18Sherco - #180080

Gravel Sand

Liquid Limit

Plastic Limit

Plasticity Index

Water Content

Dry Density (pcf)

Specific Gravity

Porosity

Organic Content

pH

Shrinkage Limit

Penetrometer

Qu (psf)

36

17

19

20.1

2.68*

20    50

Other Tests

* Min Max

5  .2 .5

Sample 

Type

    .02 .05

Fine

Bag

#20  #40

.002.005

Hydrometer Analysis

Fines

Specification

9530 James Ave S Bloomington, MN 55431
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3/8"

1"

2401 West 66th Street Richfield, MN 55423

#10

3/8" 98.6

2"

#4

3/4"

#4

1.5"

#10

1"

3/4"

3/8"

#10 93.3

Sieve % Passing

2"

1.5"

3/4" 99.8

#4 97.0

1.5"

1" 100.0

Sieve % Passing

2"

Sieve Data

Specimen 1 Specimen 2 Specimen 3

Sieve % Passing

Spec 2

Sandy Lean Clay w/a trace of gravel (CL)

Location / Boring No.

#20

#40

Spec 3

                              Grain Size Distribution ASTM D422
Job No. : 11420

Project: Sherco - #180080
Test Date: 5/14/18

Bag

Sample 

Type Soil Classification

Spec 1

#40

#100

84.3

67.4

#20

1

Diameter (mm) % Passing

#20

#40

#100

#200

89.6

56.1

Reported To: Veit & Company, Inc. Report Date: 5/18/18

Sample No. Depth (ft)

Remarks

Specimen 1 Specimen 2 Specimen 3

#200

Specimen 1

Diameter % Passing Diameter % Passing

#100

#200

Specimen 2 Specimen 3

0.031 45.4

0.020 39.8

0.012 34.8

0.009 30.9

0.006 27.3

20.4

Hydrometer Data

0.001 15.6

0.003



Project:

Client:

Boring No.:S-1

Soil Type:

LL: PI: 19.0

17.1

SET-R18a

*Assumed

Depth(ft):

109.0

2.67As Received W.C. (%): 20.1 36.0 PL:

Job No.

Date:

Opt. Water Content (%):

Location:

5/17/18

11420

Specific Gravity:

9530 James Ave South Bloomington, MN 55431

Moisture Density Curve ASTM: D698, Method B

Sherco - #180080

Maximum Dry Density (pcf):

Veit & Company, Inc.

17.0

Sandy Lean Clay w/a trace of gravel (CL)

Sample:

102

103

104

105

106

107

108

109

110

111

112

13 14 15 16 17 18 19 20 21 22 23

Water Content (%)

D
ry
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ty

 (
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)

Proctor Points

Zero Air Voids



  1

9530 James Ave South Bloomington, MN 55431

.002.005

Hydrometer Analysis

Fines

 .2 .5

  #200

Sample 

Type

    .02 .05

Fine

Bulk

#20  #40

20    50

Other Tests

* Min (%) Max (%)

5

34

16

18

18.3

2.68*

pH

Shrinkage Limit

Penetrometer

Qu (psf)

Dry Density (pcf)

Specific Gravity

Porosity

Organic Content

Liquid Limit

Plastic Limit

Plasticity Index

Water Content

Coarse Fine Coarse Medium

Sand

S2

Gravel

                              Grain Size Distribution ASTM D422

5/21/18Report Date:

Test Date:

Reported To:

Project:

Job No. : 11420

5/16/18Sherco - #180080

Veit & Company, Inc.

Sandy Lean Clay w/a trace of gravel (CL)*

Sample No. Depth (ft)

3/8"

2

#4

Mass (g)

1"

3/4"

*

2"

1.5"

#200

18569.4

#100

#10

#20

#40

#100

Location / Boring No.

      2 3/4   3/8   #4

Min (%)

#10

99.5

98.2

97.8

93.2

88.8

82.4

Percent Passing

100.0

99.7

Max (%)

63.6

52.5

*

Remarks:

D60

D30

D10

CU

CC

Soil Classification

(* = assumed)
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Hydrometer Data

0.001 14.8

0.003

0.006 25.5

19.9

0.012 32.5

0.009 28.9

0.032 42.8

Diameter % Passing Diameter % Passing

0.020 37.9

Remarks

Specimen 1 Specimen 2 Specimen 3

#20

#40

#100

#200#200

Specimen 1 Specimen 2 Specimen 3

52.5

Reported To: Veit & Company, Inc.

Diameter (mm) % Passing

#20

#40

#100

#200

88.8

Report Date: 5/21/18

Sample No. Depth (ft)

Sample 

Type Soil Classification

Spec 1

#40

#100

82.4

63.6

#20

S2

Spec 3

                              Grain Size Distribution ASTM D422
Job No. : 11420

Project: Sherco - #180080
Test Date: 5/16/18

Bulk Sandy Lean Clay w/a trace of gravel (CL)

Location / Boring No.

Spec 2

Sieve Data

Specimen 1 Specimen 2 Specimen 3

Sieve % Passing

2"

#4 97.8

1.5" 100.0

1" 99.7

Sieve % Passing

2"

1.5"

3/4"

#4

#10 93.2

3/4" 99.5

1.5"

1"1"

3/4"

#4

#10

Sieve % Passing

2"

9530 James Ave South Bloomington, MN 55431

#10

3/8" 98.2 3/8" 3/8"



Project:

Client:

Boring No.:S-2

Soil Type:

LL: PI: 18.0

16.5

SET-R18a

Moisture Density Curve ASTM: D698, Method B

Sherco - #180080

Maximum Dry Density (pcf):

Veit & Company, Inc.

16.0

Sandy Lean Clay w/a trace of gravel (CL)

Sample:

9530 James Ave South Bloomington, MN 55431

Job No.

Date:

Opt. Water Content (%):

Location:

5/17/18

11420

Specific Gravity:As Received W.C. (%): 18.3 34.0 PL: *Assumed

Depth(ft):

110.2

2.67

102

103

104

105

106

107

108
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110

111

112
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Water Content (%)
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  1

9530 James Ave South Bloomington, MN 55431

.002.005

Hydrometer Analysis

Fines

 .2 .5

  #200

Sample 

Type

    .02 .05

Fine

Bulk

#20  #40

20    50

Other Tests

* Min (%) Max (%)

5

37

16

21

18.8

2.68*

pH

Shrinkage Limit

Penetrometer

Qu (psf)

Dry Density (pcf)

Specific Gravity

Porosity

Organic Content

Liquid Limit

Plastic Limit

Plasticity Index

Water Content

Coarse Fine Coarse Medium

Sand

S3

Gravel

                              Grain Size Distribution ASTM D422

5/21/18Report Date:

Test Date:

Reported To:

Project:

Job No. : 11420

5/16/18Sherco - #180080

Veit & Company, Inc.

Sandy Lean Clay w/a trace of gravel (CL)*

Sample No. Depth (ft)

3/8"

2

#4

Mass (g)

1"

3/4"

*

2"

1.5"

#200

18348.3

#100

#10

#20

#40

#100

Location / Boring No.

      2 3/4   3/8   #4

Min (%)

#10

99.1

97.9

96.3

92.7

88.7

83.5

Percent Passing

100.0

99.6

Max (%)

66.7

55.9

*

Remarks:

D60

D30

D10

CU

CC

Soil Classification

(* = assumed)
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Hydrometer Data

0.001 16.5

0.003

0.006 28.2

21.0

0.012 34.9

0.008 30.9

0.031 43.1

Diameter % Passing Diameter % Passing

0.020 38.4

Remarks

Specimen 1 Specimen 2 Specimen 3

#20

#40

#100

#200#200

Specimen 1 Specimen 2 Specimen 3

55.9

Reported To: Veit & Company, Inc.

Diameter (mm) % Passing

#20

#40

#100

#200

88.7

Report Date: 5/21/18

Sample No. Depth (ft)

Sample 

Type Soil Classification

Spec 1

#40

#100

83.5

66.7

#20

S3

Spec 3

                              Grain Size Distribution ASTM D422
Job No. : 11420

Project: Sherco - #180080
Test Date: 5/16/18

Bulk Sandy Lean Clay w/a trace of gravel (CL)

Location / Boring No.

Spec 2

Sieve Data

Specimen 1 Specimen 2 Specimen 3

Sieve % Passing

2"

#4 96.3

1.5" 100.0

1" 99.6

Sieve % Passing

2"

1.5"

3/4"

#4

#10 92.7

3/4" 99.1

1.5"

1"1"

3/4"

#4

#10

Sieve % Passing

2"

9530 James Ave South Bloomington, MN 55431

#10

3/8" 97.9 3/8" 3/8"



Project:

Client:

Boring No.:S-3

Soil Type:

LL: PI: 21.0

18.0

SET-R18a

*Assumed

Depth(ft):

107.6

2.67As Received W.C. (%): 18.8 37.0 PL:

Job No.

Date:

Opt. Water Content (%):

Location:

5/17/18

11420

Specific Gravity:

9530 James Ave South Bloomington, MN 55431

Moisture Density Curve ASTM: D698, Method B

Sherco - #180080

Maximum Dry Density (pcf):

Veit & Company, Inc.

16.0

Sandy Lean Clay w/a trace of gravel (CL)

Sample:

100

101

102

103

104

105

106

107

108

109

110

13 14 15 16 17 18 19 20 21 22 23

Water Content (%)

D
ry
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  1

9530 James Ave South Bloomington, MN 55431

.002.005

Hydrometer Analysis

Fines

 .2 .5

  #200

Sample 

Type

    .02 .05

Fine

Bulk

#20  #40

20    50

Other Tests

*

5

57

19

38

28.8

2.68*

pH

Shrinkage Limit

Penetrometer

Qu (psf)

Dry Density (pcf)

Specific Gravity

Porosity

Organic Content

Liquid Limit

Plastic Limit

Plasticity Index

Water Content

Coarse Fine Coarse Medium

Sand

S4

Gravel

                              Grain Size Distribution ASTM D422

5/21/18Report Date:

Test Date:

Reported To:

Project:

Job No. : 11420

5/16/18Sherco - #180080

Veit & Company, Inc.

Fat Clay w/sand (CH)*

Sample No. Depth (ft)

3/8"

2

#4

Mass (g)

1"

3/4"

*

2"

1.5"

#200

16147.9

#100

#10

#20

#40

#100

Location / Boring No.

      2 3/4   3/8   #4 #10

100.0

99.8

99.7

99.1

98.1

96.3

Percent Passing

88.2

78.0

*

Remarks:

D60

D30

D10

CU

CC

Soil Classification

(* = assumed)

0

10

20

30

40

50

60

70

80

90

100

0.0010.010.1110100

P
er

ce
n

t 
P

a
ss

in
g

Grain Size (mm)



Hydrometer Data

0.001 32.0

0.003

0.006 46.0

36.9

0.011 53.5

0.008 49.1

0.030 62.6

Diameter % Passing Diameter % Passing

0.019 57.8

Remarks

Specimen 1 Specimen 2 Specimen 3

#20

#40

#100

#200#200

Specimen 1 Specimen 2 Specimen 3

78.0

Reported To: Veit & Company, Inc.

Diameter (mm) % Passing

#20

#40

#100

#200

98.1

Report Date: 5/21/18

Sample No. Depth (ft)

Sample 

Type Soil Classification

Spec 1

#40

#100

96.3

88.2

#20

S4

Spec 3

                              Grain Size Distribution ASTM D422
Job No. : 11420

Project: Sherco - #180080
Test Date: 5/16/18

Bulk Fat Clay w/sand (CH)

Location / Boring No.

Spec 2

Sieve Data

Specimen 1 Specimen 2 Specimen 3

Sieve % Passing

2"

#4 99.7

1.5"

1"

Sieve % Passing

2"

1.5"

3/4"

#4

#10 99.1

3/4" 100.0

1.5"

1"1"

3/4"

#4

#10

Sieve % Passing

2"

9530 James Ave South Bloomington, MN 55431

#10

3/8" 99.8 3/8" 3/8"



Project:

Client:

Boring No.:S-4

Soil Type:

LL: PI: 38.0

24.0

SET-R18a

Moisture Density Curve ASTM: D698, Method B

Sherco - #180080

Maximum Dry Density (pcf):

Veit & Company, Inc.

19.0

Fat Clay w/sand (CH)

Sample:

9530 James Ave South Bloomington, MN 55431

Job No.

Date:

Opt. Water Content (%):

Location:

5/17/18

11420

Specific Gravity:As Received W.C. (%): 28.8 57.0 PL: *Assumed

Depth(ft):

97.0

2.67

90

91

92

93

94

95

96

97

98

99

100

20 21 22 23 24 25 26 27 28 29 30

Water Content (%)

D
ry

 D
en

si
ty

 (
P

C
F

)

Proctor Points

Zero Air Voids



-8 -8 -8 -8

-8 -7 -7 -8

1.2 x 10

96.1%

1.0 x 10

9.5 x 10 5.2 x 10

2.4 x 101.9 x 10

95.2%

96.4%

Water Content:

Sample Type:

Soil Type:

Bulk

Sandy Lean Clay

w/a trace of 

gravel

(CL)

2.85

105.5

Coefficient of Permeability

Dry Density (pcf):

Dia. (in):

Falling Head

B
e

fo
re

 T
e

s
t 

C
o

n
d

it
io

n
s
:

17.9%

Atterberg Limits

LL

Reconstituted

PI

36

17

Permeability Test

PL

Bulk

16

19

16

34

Bulk

3.00

18

Ht. (in):

Saturation %:

Porosity:

Reconstituted

Sandy Lean Clay

w/a trace of 

gravel

(CL)

Reconstituted

57

21

19

38

107.3

3.00

103.8

2.85 2.85

Fat Clay

w/sand

(CH)

3.00

Bulk

Sandy Lean Clay

w/a trace of 

gravel

(CL)

Reconstituted

37

S-3 S-4

Location:

Boring No.:

Sample No.:

Depth (ft):

S-1 S-2

Hydraulic Conductivity Test Data ASTM D5084

Sherco - #180080

Veit & Company, Inc. Job No.:

Date: 5/31/2018

11420

Project:

Client:

16.4%

Falling Head

K @ 20 °C (ft/min)

25.5%

Falling Head

97.5%

5.0

22.0

19.1%

5.0

Test Type:

Water Temp °C:

Confining press. 

(Effective-psi):

Max Head (ft):

Trial No.:

2.0

Notes:

% Saturation 

(After Test)

% Compaction

K @ 20 °C (cm/sec)

96.8%

2.0

3.5 x 10

6.8 x 10

95.0%

9-13

5.0 5.0

22.0 22.0

2.0

9-13 11-15

22.0

95.0%

Falling Head

95.2%

8-12

2.0

93.3

2.85

3.00



Clay In-Place Density Test Reports 
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Clay In-Place Permeability Test Reports 



-8 -8 -7 -9 -6 -8 -8

-8 -8 -6 -8 -6 -8 -8

95.2%

Intact

Falling

95.2%95.1%95.1%

8-12

5.0 5.0

22.0 22.0

2.0

8-12

101.5

8-12

22.0

2.0

1.0 x 10

2.0 x 10

95.1%

2.0

Notes:

% Saturation 

(After Test)

% Compaction

K @ 20 °C (cm/sec)

Test Type:

Water Temp °C:

Confining press. 

(Effective-psi):

Max Head (ft):

Trial No.:

K @ 20 °C (ft/min)

21.7%

Falling

5.0

22.0

19.3%

5.0

Falling

TWT

Sandy Lean Clay

w/a little gravel

(CL)

Sandy Lean Clay 

w/a trace of gravel

(CL)

2.88

Hydraulic Conductivity Test Data ASTM D5084

Sherco - #180080

Veit & Company, Inc. Job No.:

Date: 8/20/2018

11420-A

Project:

Client:

Intact

Boring No.:

Sample No.:

Location:

Depth (ft):

TW-3 TW-3ATW-1 TW-2

TWT

TW-4TW-3BBTW-3B

TWT

Sandy Lean Clay

w/a trace of 

gravel

(CL)

Intact

Sandy Lean Clay

w/a trace of 

gravel

(CL/SC)

Sandy Lean Clay

w/a trace of 

gravel

(CL)

TWT

105.4

2.73

100.4

2.88 2.86

2.80

Intact

2.79

Intact

2.46

Porosity:

TWT

Sandy Lean Clay

w/a trace of 

gravel

(CL)

TWT

Atterberg Limits

LL

Intact

PI

Permeability Test

PL

Sample Type:

2.87

101.3

Coefficient of Permeability

Dry Density (pcf):

Dia. (in):

Falling

B
e

fo
re

 T
e

s
t 

C
o

n
d

it
io

n
s
:

21.1%

Ht. (in):

Saturation %:

Soil Type:

TWT

Sandy Lean Clay

w/a trace of 

gravel

(CL)

95.0%

Water Content:

1.0 x 10

2.0 x 10

19.8%

3.2 x 101.3 x 10

6.5 x 10

1.8 x 10

1.2 x 10

2.4 x 10

1.6 x 109.3 x 10

95.1%

3.3 x 10

6.6 x 10

2.0

5.0

Falling

22.0 22.0

12-169-13

2.0 2.0

5.0

Falling

103.2

2.81

2.88

19.8%

103.8

2.79

20.1%

2.87

8-12

Falling

7-11

2.86

5.0

22.0

106.6

19.4%

2.0

2.88

Intact



 Appendix E - Bottom Ash Fill Test Reports 
 

Bottom Ash Fill Proctor Test Reports 
Bottom Ash Fill In-Place Density Test Reports 
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Bottom Ash Fill In-Place Density Test Reports 
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Appendix F - Common Fill Test Reports 
 

Common Fill Source Proctor Test Reports 
Common Fill In-Place Density Test Reports 



 Common Fill Source Proctor Test Reports







Common Fill In-place Density Test Reports 
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Appendix G - Turf Establishment Information 
 

Fertilizer Tag and Seed Mix Tag 
Erosion Control Blanket Spec. Sheet 



Fertilizer Tag and Seed Mix Tag 







Erosion Control Blanket Spec. Sheet 
 
 



Specification Sheet

SFP-2s"-- -- ',..'

--.
....

Netting Description

* two sided degradable polypr()pylene green netting

Machine Direction Strand Count

2.13 strands per inch

Transverse Direction Strand Count

2.00 strands per inch

SP Machine Direction Mesh Size

Transverse Direction Mesh Size
~p Machine Direction Break Load

.'Transverse Direction Break Load

Product Weight

21.30 strands per 10 inches I

20.00 strands per 10 inches

0.47 inches, mid strand to midstrand

050 Inches" mid strand to mid strand

15.97 Ibs per 3 Inches

15.00 Ibs per 3 inches'

17.7 Ibs. per 1000 sq. yds.

Thread Description
Polypropylene biodegradable multifilament thread

Straw
Straw is 100% agricultural straw

Straw Is minimum of 0.5 Ibs/sy

Blanket Longevity
Approximately 12 months

)

G 'd 006L 'ON
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